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Wind energy is one of the most prominent sources of electrical energy in the years 
to come. A tendency to increase the amount of electricity generation from wind turbine 
can be observed in many countries. One of the major concerns related to the high 
penetration level of the wind energy into the existing power grid is its influence on power 
system dynamic performance.  
In this thesis, the impact of wind generation system on power system dynamic 
performance is investigated through detailed dynamic modeling of the entire wind 
generator system considering all the relevant components. Nonlinear and linear models of 
a single machine as well as multimachine wind-AC system have been derived. For the 
dynamic model of integrated wind-AC system, a general transformation matrix is 
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with a number of simulation studies it is observed that for a induction generator based 
wind generation system, the fixed capacitor located at the generator terminal cannot 
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brought in by supporting STATCOM with bulk energy storage devices. Two types of 
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 ﺒﺤﺚاﻟﻣﻠﺨﺺ 
 
 ﻟﻢﺎﻌاﻟ ﻣﺤﻤﺪ أﺣﺴﻦ  : اﻻﺳﻢ
م اﻟﻄﺎﻗѧѧѧﺔ ﺎأداء ﻧﻈѧѧѧ ﻓѧѧѧﻲاﻟﻜﻬﺮﺑѧѧѧﺎء ﺑﺎﺳѧѧѧﺘﺨﺪام اﻟﺮﻳѧѧѧﺎح ﺗѧѧѧﺄﺛﻴﺮ ﻣﻮﻟѧѧѧﺪ  : ﻋﻨﻮان اﻟﺮﺳﺎﻟﺔ
 اﻟﻜﻬﺮﺑﺎﺋﻴﺔ
 درﺟﺔ اﻟﺪآﺘﻮراة ﻓﻲ اﻟﻔﻠﺴﻔﺔ  :اﻟﺪرﺟﺔ 
 اﻟﻜﻬﺮﺑﺎﺋﻴﺔاﻟﻬﻨﺪﺳﺔ   : اﻟﺘﺨﺼﺺ
 0102أﺑﺮﻳﻞ  : ﺗﺎرﻳﺦ اﻟﺘﺨﺮج
 
 
 
إذ ﻳﻈﻬѧﺮ  ؛ ﺑﺮز ﻣﺼѧﺎدر اﻟﻄﺎﻗѧﺔ اﻟﻜﻬﺮﺑﺎﺋﻴѧﺔ ﻓѧﻲ اﻟﺴѧﻨﻮات اﻟﻤﻘﺒﻠѧﺔ أ ﻣﻦﻃﺎﻗﺔ اﻟﺮﻳﺎح ﺳﺘﻜﻮن 
ﻟﻜѧﻦ ارﺗﻔѧﺎع  ، ﻬﻮاﺋﻴѧﺔ اﻟ ﻄѧﻮاﺣﻴﻦ ﻣѧﻦ اﻟ  اﻟﻤﻮﻟѧﺪة ﻟﺰﻳѧﺎدة آﻤﻴѧﺔ اﻟﻜﻬﺮﺑѧﺎء ﺪول اﺗﺠﺎﻩ ﻋﺪد ﻣﻦ اﻟ
 . اﻟﻜﻬﺮﺑﺎﺋﻴﺔ أداء ﻧﻈﺎم اﻟﻄﺎﻗﺔ ﻗﺪ ﻳﺆﺛﺮ ﻓﻲ ﻓﻲ ﺷﺒﻜﺔ اﻟﻜﻬﺮﺑﺎء اﻟﺤﺎﻟﻴﺔ ﻃﺎﻗﺔ اﻟﺮﻳﺎحﻧﺴﺒﺔ 
 
 ﺗﺄﺛﻴﺮ ﻧﻈﺎم ﺗﻮﻟﻴﺪ اﻟﻜﻬﺮﺑﺎء ﺑﺎﺳﺘﺨﺪام اﻟﺮﻳﺎح ﻓﻲ أداء ﻧﻈﺎم اﻟﻄﺎﻗѧﺔ  ﺮﺳﺎﻟﺔﻓﻲ هﺬﻩ اﻟﻳﺴﺘﻘﺼﻰ 
وﺗﺄﺧѧﺬ ،  ﻧﻈﺎم ﺗﻮﻟﻴﺪ اﻟﻜﻬﺮﺑѧﺎء ﺑﺎﺳѧﺘﺨﺪام اﻟﺮﻳѧﺎح ﺗﺤﺎآﻲ ﻣﻦ ﺧﻼل ﻧﻤﺎذج وذﻟﻚ  ، اﻟﻜﻬﺮﺑﺎﺋﻴﺔ
ﻄﻴѧﺔ ﻟﻜѧﻞ ﻣѧﻦ اﻟﻨﻈѧﺎم وﻗﺪ أوﺟﺪت اﻟﻨﻤﺎذج اﻟﺨﻄﻴѧﺔ وﻏﻴѧﺮ اﻟﺨ .  ﻩ ﻓﻲ اﻟﺤﺴﺒﺎنﺟﻤﻴﻊ ﻋﻨﺎﺻﺮ
واﻟﻨﻈѧѧѧﺎم ﻣﺘﻌѧѧѧﺪد اﻷﺟﻬѧѧѧﺰة اﻟѧѧѧﺬي ﺗﺸѧѧѧﻜﻞ اﻟﺮﻳѧѧѧﺎح أﺣѧѧѧﺪ ﻣﺼѧѧѧﺎدر ﻃﺎﻗﺘѧѧѧﻪ  ، أﺣѧѧѧﺎدي اﻟﺠﻬѧѧѧﺎز 
واﺳѧѧﺘﺨﺪﻣﺖ ﻣﺼѧѧﻔﻮﻓﺔ ﺗﺤﻮﻳѧѧﻞ ﻋﺎﻣѧѧﺔ ﻟﻨﻤѧѧﻮذج اﻟﻨﻈѧѧﺎم اﻷﺧﻴѧѧﺮ ﺑﻐѧѧﺮض ﺗﻮﺣﻴѧѧﺪ .  اﻟﻜﻬﺮﺑﺎﺋﻴѧѧﺔ
ﺛѧѧﻢ أﺟﺮﻳѧѧﺖ اﻟﺘﺤﻠѧѧﻴﻼت ﻓѧѧﻲ اﻟﻨﻄѧѧﺎق اﻟﺰﻣﻨѧѧﻲ  . ﻟﺠﻤﻴѧѧﻊ ﻣﻜﻮﻧѧѧﺎت اﻟﺸѧѧﺒﻜﺔ ﻤﺮﺟﻌѧѧﻲ اﻟﻃѧѧﺎر اﻹ
اﻟﻨﻈѧﺎم ذو : ، وﻟﻨﻈѧﺎﻣﻴﻦ ﻣﺘﻌѧﺪدي اﻷﺟﻬѧﺰة هﻤѧﺎ  واﻟﻨﻄѧﺎق اﻟﺘѧﺮددي ﻟﻠﻨﻈѧﺎم أﺣѧﺎدي اﻟﺠﻬѧﺎز
، وﻧﻈѧﺎم إﻧﺠﻠﺘѧﺮا اﻟﺠﺪﻳѧﺪ ذو اﻟﻌﺸѧﺮة أﺟﻬѧﺰة واﻟﺘﺴѧﻌﺔ  اﻷرﺑﻌﺔ أﺟﻬﺰة واﻻﺛﻨﻲ ﻋﺸѧﺮ راﺑﻄѧﺎ 
ﻮهﻴﻦ اﻟﺘﺬﺑѧﺬﺑﺎت ﻓѧﻲ وﺣﺪد ﻣﺪى ﺗﺄﺛﻴﺮ ﻧﻈѧﺎم اﻟﺮﻳѧﺎح ﻏﻴѧﺮ اﻟﻤﺘѧﺰاﻣﻦ ﻓѧﻲ ﺗѧ .  واﻟﺜﻼﺛﻴﻦ راﺑﻄﺎ
، وآѧѧﺬﻟﻚ ﺣѧѧﺪدت اﻷﻧﺴѧѧﺎق اﻟﻤﺴѧѧﺆوﻟﺔ ﻋѧѧﻦ اﻧﻌѧѧﺪام  اﻟﺸѧѧﺒﻜﺔ ﺑﺎﺳѧѧﺘﺨﺪام ﺗﺤﻠﻴѧѧﻞ اﻟﻘѧѧﻴﻢ اﻟﺬاﺗﻴѧѧﺔ
 . اﻻﺳﺘﻘﺮار
 
وﻗﺪ ﻟﻮﺣﻆ ﺑﻌѧﺪ دراﺳѧﺔ ﻋѧﺪد ﻣѧﻦ هѧﺬﻩ اﻷﻧﻈﻤѧﺔ اﻟﻤﺤﺎآѧﺎة أن اﻟﻤﻜﺜѧﻒ اﻟﻤﻮﺟѧﻮد ﻋﻠѧﻰ ﻃѧﺮف 
ﻃﻠѧﺐ ﻏﻴѧﺮ ﻗѧﺎدر ﻋѧﺎدة ﻋﻠѧﻰ ﺗﻠﺒﻴѧﺔ  اﻟﻜﻬﺮﺑѧﺎء ﺑﺎﺳѧﺘﺨﺪام اﻟﺮﻳѧﺎح اﻟﻤﻮﻟﺪ اﻟﺤﺜﻲ ﻓﻲ ﻧﻈﺎم ﺗﻮﻟﻴѧﺪ 
وﻗѧﺪ .  ، أو ﺧﻠѧﻞ ﻓѧﻲ اﻟﻨﻈѧﺎم  آﻌﺎﺻѧﻔﺔ :  اﻟﻄﺎﻗﺔ اﻻرﺗﻜﺎﺳﻴﺔ ﻋﻨѧﺪ ﺣѧﺪوث اﺿѧﻄﺮاﺑﺎت ﻋѧﺎﺑﺮة 
ﻳﻔﻘﺪ اﻟﻨﻈﺎم اﺳﺘﻘﺮارﻩ ﻓﻲ ﻣﻨﺎﻃﻖ ﺿﻌﻴﻔﺔ اﻻﺗﺼﺎل ﺑﺎﻟﺸﺒﻜﺔ ﺑﺴѧﺒﺐ اﻧﻬﻴѧﺎر اﻟﺠﻬѧﺪ ﻓѧﻲ ﻃѧﺮف 
 . ﻓﻲ ﻇﻞ ﻇﺮوف اﺿﻄﺮاب ﻣﻌﻴﻨﺔاﻟﻤﻮﻟﺪ اﻟﺤﺜﻲ 
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ﻣﻦ وﻟﻘѧѧѧѧѧﺪ ﻇﻬѧѧѧѧѧﺮ ﺟﻠﻴѧѧѧѧѧﺎ أن ﺗﻌѧѧѧѧѧﻮﻳﺾ اﻟﻄﺎﻗѧѧѧѧѧﺔ اﻻرﺗﻜﺎﺳѧѧѧѧѧﻴﺔ ﺑﺎﺳѧѧѧѧѧﺘﺨﺪام ﻣﻌѧѧѧѧѧﻮض ﻣﺘѧѧѧѧѧﺰا 
، وازداد اﻟﺘﺤﺴѧﻦ ﻓѧﻲ اﻟﻮﺿѧﻊ اﻟﻌѧﺎﺑﺮ  أو ﻣﺘﻐﻴѧﺮ اﻟﻤﻬѧﺎودة ﻳﺤﺴѧﻦ اﻷداء( MOCTATS)
، ﺣﻴѧﺚ اﺳѧﺘﻌﻴﻦ ﺑﻨﻈѧﺎﻣﻴﻦ ﻟﺘﺨѧﺰﻳﻦ  ﻋﻨѧﺪ دﻋѧﻢ اﻟﻤﻌѧﻮض اﻟﻤﺘѧﺰاﻣﻦ ﺑѧﺄﺟﻬﺰة ﻟﺘﺨѧﺰﻳﻦ اﻟﻄﺎﻗѧﺔ 
وﻧﻔѧﺬت ﻓѧﻲ هѧﺬﻩ .  ، ﺑﻴﻨﻤѧﺎ ﻳﺴѧﺘﺨﺪم اﻵﺧѧﺮ ﻣﻜﺜﻔѧﺎ ﻣﻤﺘѧﺎزا ﻳﺴѧﺘﺨﺪم أﺣѧﺪهﻤﺎ ﺑﻄﺎرﻳѧﺔ:  اﻟﻄﺎﻗѧﺔ
، وﻟﻮﺣﻆ ﻓﻲ هѧﺬﻩ اﻟﺤﺎﻟѧﺔ  اﻟﻄﺎﻗﺘﻴﻦ اﻟﺤﻘﻴﻘﻴﺔ واﻻرﺗﻜﺎﺳﻴﺔ اﻟﺤﺎﻟﺔ ﺧﻄﺔ ﺗﺤﻜﻢ ﻣﺴﺘﻘﻠﺔ ﺑﻜﻞ ﻣﻦ
آﺬﻟﻚ أن ﻣﻮﻟﺪات اﻟﻄﺎﻗﺔ ﺑﺎﺳﺘﺨﺪام اﻟﺮﻳﺎح ﻗﺎدرة ﻋﻠﻰ اﻟﺼѧﻤﻮد ﻣѧﻊ وﺟѧﻮد ﺧﻠѧﻞ ﻓѧﻲ اﻟﺸѧﺒﻜﺔ 
، واﻟﺠﻬѧﺪ ﻓѧﻲ ﻃѧﺮف اﻟﻤﻮﻟѧﺪ  ؛ ﻓﺴﺮﻋﺔ دوار اﻟﻤﻮﻟﺪ ﻻ ﺗﺘﻐﻴѧﺮ إﻻ ﺑﺸѧﻜﻞ ﻃﻔﻴѧﻒ  ﻟﻤﺪة ﻣﻌﻘﻮﻟﺔ
إﻟѧﻰ اﻟﺸѧﺒﻜﺔ ﻳﺴѧﺘﺄﻧﻒ  –اﻟﻮﺿﻊ اﻟﻌﺎﺑﺮ اﻟﺨﺎﻟﻴﺔ ﺗﻘﺮﻳﺒﺎ ﻣﻦ  –، وﺗﻮﺻﻴﻞ اﻟﻄﺎﻗﺔ اﻟﺴﻮﻳﺔ  ﺛﺎﺑﺖ
 . ﺑﻌﺪ إﺻﻼح اﻟﺨﻠﻞ ﻣﺒﺎﺷﺮة
 
 ، ﻣﻮﻟѧﺪات اﻟﻄﺎﻗѧﺔ ﺑﺎﺳѧﺘﺨﺪام اﻟﺮﻳѧﺎح ، أداء  ﺤﺜѧﻲﻤﻮﻟѧﺪ اﻟاﻟ،  ﻃﺎﻗѧﺔ اﻟﺮﻳѧﺎح : آﻠﻤѧﺎت اﻟﺒﺤѧﺚ
 ﻨﻈѧﺎماﻟ ، اﻟѧﺘﺤﻜﻢ اﻟﻤﺴѧﺘﻘﻞ ﺑﻜѧﻞ ﻣѧﻦ اﻟﻄѧﺎﻗﺘﻴﻦ اﻟﺤﻘﻴﻘﻴѧﺔ واﻻرﺗﻜﺎﺳѧﻴﺔ ، اﻟﻄﺎﻗѧﺔﻧﻈѧﺎم ﺗﺨѧﺰﻳﻦ 
 . ﻣﺘﻌﺪد اﻷﺟﻬﺰة
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CHAPTER 1 
 
INTRODUCTION 
 
 
 
1.1 WIND POWER AND ELECTRIC GRID 
Environmental concerns and escalating fuel price have led to the rapid development of 
wind power generation technologies during the past two decades. A single wind turbine 
can produce 200 times more power than its equivalent two decades ago [1, 2]. Modern 
commercially available wind turbines have ratings of 1.5 MW to 5 MW, and the first 
10MW wind turbine is expected by the year 2010. A tendency to erect more and more 
wind turbines can be observed in power industry. Wind turbines in USA produce about 
2% of total generation [3].  Presently wind power meets 3% of the total electricity 
demand in Europe [4], and this development will continue to grow in coming years. It 
seems that in the near future wind turbines may start to influence the behavior of 
electrical power systems. Because of such developments, extensive research is being 
carried out on the subject of wind generation. Topics of focus are: feasibility studies and 
development of wind models, connection to the grid, hybrid systems, power quality 
studies, energy capture maximization, optimized power output. 
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Wind turbines are a variable and random source of mechanical energy. To convert 
this form of energy to electrical energy, all types of generators, viz. DC, synchronous and 
induction generators have been attempted [5]. Among these, induction generators (IGs) 
are widely used as wind generators since they are relatively inexpensive, rigid, and 
require low maintenance. Although variable-speed wind turbines (WTs) are getting 
popularity, a substantial percentage of the total installations are of fixed-speed types with 
cage-rotor IG [6].  
The wind generators are connected to the medium voltage (MV) level of the power 
system by a step-up transformer. Both high and low voltage DC systems have been 
considered for integration of wind generation with the AC system [7-9]. Connecting a 
wind generator to a transmission line in a network without any control can potentially be 
troublesome and may result in suboptimal performance. Such simple connections may 
give rise to unacceptable voltage rise at the grid, without delivering the maximum 
available power at the desired efficiency [10]. If the interconnection of the wind farm is 
made to a weak grid system, fluctuating output power results in a highly variable voltage 
at the PCC and therefore, reactive power control is required to regulate the system voltage 
[11]. The response of the system following faults is also of great concern [12]. 
 
1.2 ANALYSIS OF POWER SYSTEM WITH WIND INFEED 
The composition of wind power generation system is characterized by wind 
turbine which has high inertia and low shaft stiffness between the turbine and the 
generator rotor [13, 14]. Generally, it uses induction generator (IG) that lacks inherent 
3 
 
excitation system and relies on unsteady input source. When connected with the 
conventional power grid, these induction generators interact asynchronously with the 
synchronous generators. Consequently, the entire power generation system behavior is 
different from the conventional one.  
The assessment of the effects of the wind power penetration to an existing power 
system necessitates the calculation of voltage and frequency profiles and examination of 
instability issues. As in the case of all AC systems, two types of instability issues may 
arise when a wind system is integrated in an AC system. These are: dynamic stability, and 
transient stability. In systems consisting solely of synchronous generation, loss of 
synchronism is the normal mode of transient failure. However, in networks having both 
wind and conventional synchronous generation, transient failure may be encountered for 
other reasons such as the collapse of system voltage. The transient and dynamic stability 
of a power system are usually assessed through time-domain as well as frequency-domain 
analysis using large-signal and small-signal models respectively [15-17]. Although time-
domain simulation offers direct appreciation of the wind generation system dynamic 
behavior in terms of visual clarity, it is not able to identify and quantify the cause of 
problems. This complementary information can be obtained with eigen-value studies [14]. 
On the other hand, only determination of eigen-values is not sufficient for describing post 
fault behavior especially for the case of induction generator based wind systems [18].  
1.3 ENHANCEMENT AND CONTROL SYSTEM 
Operation of a wind farm under disturbances within the nearby power system poses great 
cause of concern. Faults in the network can lead to voltage instabilities and loss of 
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synchronism in conventional power systems. Since wind farms are typically composed of 
only induction machines, the loss of synchronism is no longer a concern. However, 
tripping of the generators due to undervoltage and overspeed of the wind generators can 
result in voltage stability problems and even small disturbances may lead to widespread 
tripping and associated instabilities.  To enhance transient stability different methods have 
been suggested focusing on voltage recovery and speed control.  
If only the voltage level is restored, the magnetic field of the generators can be re-
established and then electromagnetic torque can be restored, and therefore a quick 
recovery of voltage and re-establishment of the electromagnetic torque are crucial. The 
overspeed of a generator may also be limited by controlling the input mechanical torque. 
Turbines equipped with a pitching system have the advantage of actively controlling the 
input mechanical torque by pitching, which will effectively limit the acceleration of the 
generator system. Various control approaches have been suggested including fuzzy-logic 
[19], minimum variance control [20], or PI control [21]. For fixed-speed rotor short-
circuited induction generator with stall-regulated wind turbines, there is no active control 
methods available to control the input mechanical power, and therefore the effective 
approach would be the use of a reactive power compensator to help the voltage recovery. 
A fast reactive power control would improve the voltage and help to re-establish the 
machine magnetic field and torque. Different shunt FACTS devices are preferred for this 
purpose. SVC with State feedback control, output feedback control [22], PI control [23], 
fuzzy-logic control [24] are reported to have improved steady-state as well as dynamic 
performance of wind generation system. STATCOM is recognized as fastest FACTS 
device with capability to provide reactive power support at low voltage. Output feedback 
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linear quadratic control [25], decoupled current control [26], fuzzy-logic control [27, 28], 
PI control [29, 30] of STATCOM have been reported for its application either in wind 
system or all AC system. Recent studies show that transient performance of wind 
generation system can be enhanced using STATCOM with bulk energy storage devices 
[31, 32] or braking resistor [33]. However, proper control strategies are necessary in order 
to achieve full benefits of STATCOM. 
1.4 RESEARCH PROBLEM DEFINITION 
Early wind generators supplied only isolated loads. With the growth in wind generation, 
the excess generation was fed to grid where facilities existed. The wind turbines were not 
required to actively attempt to control voltage and frequency. Also, wind turbines were 
often disconnected from the grid when abnormal operating conditions occurred. For 
reliable supply from the wind systems, it is required to find appropriate solutions for 
maintaining good dynamic performance of the power systems with large amount of wind 
power infeed. This necessitates proper modeling of the integrated Wind-AC system to 
reflect the proper system behavior. A proper control study requires accurate steady-state 
and dynamic models of wind systems, the generators and their accessories.  
A large number of studies have been reported in the literature on system 
simulation and studies for single machine systems. For multimachine system studies, 
most researchers use simulation softwares like PSS/E, PSCAD/EMTDC, DigSilent from 
Power Factory, etc [15, 32, 34, 35]. The details of these packages are generally not 
accessible to the researchers and the extents of the modeling rigor are generally unknown. 
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Conventional multimachine system study considers the induction generator to be a source 
of real power absorbing reactive power from the network. The electrical transient, 
interconnection of the asynchronous and synchronous machine are often ignored for 
simplicity. This item requires a detailed investigation. 
Various methods are reported in the literature for controlling the steady state and 
transient performance of the wind systems. These include pitch control on the turbine 
side, and reactive power control on the generator side. In many cases, the control 
strategies are inadequate or too complicated. Design of simple and efficient controllers to 
enhance the system performance is always a matter of interest to the researchers. In 
addition, exploration of controllers and control techniques in a multimachine 
asynchronous-synchronous system require special investigation.  
 
1.5 RESEARCH OBJECTIVES 
The major objectives of this research are to study the impact of wind generation infeed on 
the AC power system, and to suggest control solutions in order to mitigate any ill-effect 
arising out of the interconnection. The first part of the objective will be attained through a 
detailed dynamic model of the integrated wind-AC system in time domain as well as 
frequency domain. 
In the mitigation phase, various important existing control methods will be  
evaluated and a new method will be explored. Controls will be implemented which are 
local to the asynchronous generator. Some relatively newer methods being reported in the 
7 
 
above two aspects are application of short-term energy storage systems (ESSs). This 
research proposes to take a closer look at the possibility of introducing battery and 
supercapacitors as corrective dynamic tool. Feasibility of having both real and reactive 
power control with the support of ESS will be investigated analytically and then 
implemented for numerical simulation in both grid connected single machine and 
multimachine system. 
In view of the above, this research proposes to do the following: 
a) Develop dynamic model of a wind turbine induction generator system feeding an 
infinite bus system 
b) Extend the model to include the wind-generator model feeding a multi-machine 
conventional power system 
c) Study the impact of integrating wind system to the electrical grid through 
simulation of the single machine as well as the multi-machine systems.  
d) Study the performance of the applied controls for dynamic enhancement of the 
single machine as well as multi-machine systems. 
 
 
1.6 THESIS OUTLINE 
Chapter 2 of the thesis presents a summary of the related literature. Chapter 3 
develops a dynamical model of wind-generator system connected to infinite bus. 
Simulation results and control strategies to improve dynamic performance of grid 
connected wind generator are given in Chapter 4. Nonlinear and linearized models of 
multimachine AC power system comprising of asynchronous and as well as synchronous 
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generators is presented in Chapter 5. Simulation studies of the multimachine system are 
reported in Chapter 6, and Chapter 7 presents the control methods to enhance the system. 
Finally, Chapter 8 concludes the salient findings of this research.  
 
 CHAPTER 2 
 
LITERATURE REVIEW 
 
 
This chapter summarizes some of the salient studies performed on the analyses of 
integrated asynchronous wind systems in power systems. Dynamic performance 
improvement and power system stabilization with wind power infeed is considered in 
particular. Different aspects of modeling a wind generation system and the type of 
simulations as reported in the literature have been reviewed. 
 
2.1 WIND GENERATION SYSTEMS 
The development of various wind turbine concepts during the last two decades has been 
mainly in two streams – aerodynamic power control, and speed control. At high wind 
speed, aerodynamic power to the wind turbine is controlled basically in three ways viz, 
stall, pitch, or active stall. Depending on the wind turbine concepts, the type of associated 
generator and connection arrangement to the grid varies. Thus several types of wind 
generation system exist, three of them are very common [36]. The first type is a fixed-
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speed wind turbine system using a multi-stage gearbox and a standard squirrel-cage 
induction generator (SCIG), directly connected to the grid. The second type is a variable-
speed wind turbine system with a multi-stage gear box and a doubly fed induction 
generator (DFIG), where the power electronic converter feeding the rotor winding has a 
power rating of about 30% of the generator capacity; the stator winding of the DFIG is 
directly connected to the grid. The third category is also variable speed but of direct-
driven (gearless) wind turbine type equipped with low-speed high-torque synchronous 
generator (SG) and full-scale power electronic converter. Permanent magnet synchronous 
generator (PMSG) also received considerable attention in wind generation application 
because of its attractive feature that eliminates excitation circuitry associated with 
synchronous generator or external excitation system with induction generator [37].  Both, 
low-speed and high-speed PMSGs exist for gearless and with gear coupling with the wind 
turbine [38]. 
Induction generators with fixed-speed wind turbines are operated in a narrow 
range (about 1% around the synchronous speed) and the speed is almost fixed to the grid 
frequency. Stall control or active-stall method is usually used for power control at higher 
wind speed. For a fixed-speed system, wind speed fluctuations are directly translated into 
electromechanical torque variations. Thus, the turbulence of the wind will result in power 
variations that affect the power quality of the grid [39]. For a variable-speed wind turbine 
the generator is controlled by power electronic equipment, which makes it possible to 
control the rotor speed. In this way the power fluctuations caused by wind variations can 
be more or less absorbed by changing the rotor speed [40] and thus power variations 
originating from the wind conversion and the drive train can be reduced. Hence, the 
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power quality impact caused by the wind turbine can be improved compared to a fixed-
speed turbine [41]. 
 
2.2   WIND GENERATION SYSTEM MODELING 
To study the impact of wind generation on electrical power system behavior and to study 
the power, frequency and voltage variation during different disturbances, adequate 
models are needed. Modeling of the entire wind generation system consists of individual 
component models of wind speed, wind turbine, drive-train, induction generator, 
transmission-line and load. Depending on the type of simulations conducted, several 
modeling approaches exist as mentioned below. 
 
2.2.1 Wind speed model  
Generation of electric power using wind turbines is characterized by the variability of the 
wind speed. The technical barriers relate primarily to the electrical grid transmission and 
distribution networks’ ability to operate in a stable way when subject to variable power 
input.  To evaluate the feasibility of wind power generation, the most important thing is to 
know how wind speed varies. The probabilistic models are usually used for such purpose 
[42]. 
The wind that hits the rotor of a wind turbine varies with time and space due to the 
tower shadow and other spatial effects [43].  Depending on what types of simulations are 
conducted, the wind model is adapted to facilitate simulations and make them as realistic 
as possible. When situations are simulated that only lasts for a few seconds, like transient 
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fault ride-through and power system stabilization, the natural wind variations are 
neglected [15]. When a whole wind farm is simulated, as opposed to a single wind 
turbine, the spatial wind speed variations that a rotor blade experiences during one 
revolution are neglected. These variations cancel each other out when several wind 
turbines are aggregated [44]. Sørensen et all showed that the assessment of power quality 
from wind farms depends on appropriate representation of the wind speed [45]. In wind 
farms, the turbulence spatial correlation must be included. 
 
2.2.2 Wind Turbine and Drive-Train Model  
The shaft system provides a coupling between the turbine and the generator rotors. In the 
most cases, the shaft systems contain a gearbox and are characterized by a relatively soft 
coupling. This soft coupling is expressed by relatively low values of the shaft stiffness. 
Therefore the shaft systems are generally represented with the two-mass models rather 
than with the lumped-mass models [13, 14, 46]. The two-mass model predicts fluctuations 
of the electrical and the mechanical parameters of the wind turbine and its generator at 
transient events in electric power networks. The natural frequency of such fluctuations is 
the shaft torsional mode. Such fluctuations are absent when applying the lumped-mass 
model. The two-mass model also predicts a larger over-speeding of fixed-speed wind 
turbines than with use of the lumped-mass model. This is important in voltage stability 
investigations because excessive over-speeding leads to voltage instability. 
Some simple models of variable speed turbines neglect the aerodynamics and the 
mechanical dynamics of the wind turbine [47]. This might be justifiable when operation 
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with small signal disturbances is considered. However, if large disturbances in the grid 
upset the wind turbine, a detailed model of the wind turbine system is essential, even if its 
generator is connected to the grid via a full-scale converter. A detailed wind turbine 
model is even more important for fixed speed wind turbines with directly grid-connected 
squirrel cage induction generators. There the turbine dynamics are directly reproduced in 
the grid as variations in power and voltage. More advanced models of wind turbine 
systems include an aerodynamic model with the dynamic stall effect, a mechanical model 
which represents the turbine drive train as a two-masses, stiffness and damping system, 
and a detailed wind model [45, 48].  
 
2.2.3 Induction Generator Model 
The dynamic model of an induction machine (IM) is usually presented by means of a so 
called fifth-order model that represents IM by a system of five general differential 
equations of an idealized induction machine [49]. In some power system studies, it is 
desirable to reduce the complexity of the system by using reduced-order models that can 
be obtained by assuming some of the derivatives as being equal to zero [50]. For example, 
a third-order model of IM is obtained by neglecting the stator flux transients [51]. 
A common induction generator (IG) model is the so-called “voltage behind 
transient reactance model” which is widely used in the analysis of power system faults  
[52, 53]. In the case of transient stability studies, it is rather common to reduce the fifth-
order model to a third-order model [54, 55]. However, as concluded by Akhmatov [46], 
using third-order models may result in too-low transient currents during disturbances, 
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which may lead to inaccurate results, especially when the transient behavior of a wind 
power system during a grid fault is being studied. 
 
2.3 Aggregation of Multiple Wind Turbines 
Aggregated representation of wind-farms with many wind turbines has been a topic of 
research in recent years. For simulating larger systems, an aggregation of several wind 
turbines and wind farms is favored, to increase simulation speed and to reduce 
computational resources. Such aggregations can be done on the whole wind turbine model 
and the spatial variation of the wind speed [56, 57]. 
Large grid-connected wind farms have many wind turbines usually with identical 
generator data and identical mechanical parameters for the shaft systems and aerodynamic 
rotors. Modeling details of such wind farms depend on the target of investigations. 
Detailed models with representation of all wind turbines in the wind farm, all the 
transformers connecting the wind turbine generators to the internal network of the wind 
farm, are applied to investigate if there is a risk of mutual interaction between the wind 
turbines and problems related to the internal network of the wind farm such as power 
losses, internal faults in the wind farm and protection [46]. For the investigations like IG 
terminal voltage stability or rotor speed stability, the focus is on the collective response of 
the large wind farm to a short-circuit fault in the transmission grid. In this case, an 
aggregated model of the large wind farm is commonly used where the whole wind farm is 
represented by a single [58] or few wind mill equivalents [56]. The power capacity of the 
equivalent is re-scaled for reaching the total capacity of the whole wind farm. For the 
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aggregated wind-turbine model to be acceptable, it must retain the relevant dynamic 
characteristics with respect to the grid similar to the totality of individual turbines in the 
wind park. Such characteristics can be the behavior of the slip, voltage and power 
oscillations of the aggregated model in steady-state conditions, as well as in abnormal 
conditions [57]. 
 
2.4 MULTIMACHINE SYSTEMS STUDY 
The procedure for transient as well as dynamic stability assessment of all-ac 
multimachine power system is well established [59, 60]. Techniques for the construction 
of system dynamic model and types of analyses to be carried out are well defined [61, 
62]. However, this is an area which has not been explored sufficiently for the 
multimachine power systems including synchronous generators (SGs) and induction 
generators (IGs).  
Due to wide spread adoption of commercially available various simulation 
softwares, the development of multimachine power system dynamic model including 
synchronous generator and asynchronous wind generator has not been paid much 
attention. A general multimachine power system model is presented in [63], and transient 
stability of an isolated two machine diesel-wind power system was assessed [64]. 
Recently, a two-machine system model is presented in [18] where the synchronous 
machine is represented by very simple one-axis model and the doubly fed induction 
machine (DFIG) is represented by simplified third-order model.  
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In recent years, a number of studies have been carried out to examine the 
possibility of maintaining system stability of power system with wind power infeed. 
Some of these studies dealt with a very simplified system comprising of one SG and one 
IG along with infinite bus [53,65,66], while the others used various types of commercial 
power system dynamic simulation softwares like PSS/E [34], PSCAD/EMTDC [32], 
DigSilent [15], Mudapack [16], etc. These softwares are generally closed type and hence 
are not advantageous for other researchers. Results were posted using these softwares in 
time-domain simulations [15, 32, 65] as well as on frequency domain [16, 17]. The 
general observation is that under normal conditions or for smaller disturbances wind 
generators provide well damped response. 
The transient fault behavior a part of the Danish power grid and the power 
networks in several Spanish regions were investigated in references [67,68], respectively 
using large disturbance model. The incidence of transient voltage collapse of the wind 
generator was investigated in relation to the location of fault, as well as size of nearby 
synchronous generator. Larger wind farm in a neighborhood of smaller synchronous 
generator is more vulnerable to voltage collapse in the event of fault in the system as the 
wind farm is expected to receive little reactive power support from the synchronous 
generator.  
Voltage stability has been pointed out as another problem to large integration of 
wind power because wind farms demand reactive power. Freitas et al  [69,70] presented a 
preliminary investigation on the influence of induction generators on the small 
disturbance voltage stability of distribution systems by using time-domain nonlinear 
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dynamic simulations. The system stability margin is analyzed through PV curves. 
Simulation results show that the influence can be positive or negative, depending on the 
operating point of the induction generator. Usually, the higher the machine loading, the 
worse the impact is on the voltage stability margin. 
The impact on voltage quality, power characteristic and grid frequency is 
dependent on the turbine type considered [71, 72]. Such findings are not only based on 
theoretical considerations, but have been confirmed by measurements [73, 74]. The 
inherent variability of wind power causes wind turbines to exhibit power fluctuations and 
cause flicker in the grid. In more critical operating conditions wind turbines can even 
compromise voltage stability in the grid [75]. It has been found though, that the operation 
of wind turbines itself is also affected by variations in grid voltage, voltage imbalance, 
variation in system frequency and voltage distortion [45]. 
2.5 DYNAMIC PERFORMANCE IMPROVEMENT 
During a short-circuit fault output electrical power and electromagnetic torque of the 
wind turbine are significantly reduced due to depressed terminal voltage of the wind 
generator, whereas the mechanical torque may be still applied to the wind turbine. 
Consequently, the turbine and generator will accelerate because of the torque unbalance. 
As the speed of IG increases, it demands more reactive power which aggravates terminal 
voltage recovery. To enhance transient stability different methods have been suggested 
focusing on voltage recovery and speed control.  
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2.5.1 Conventional Techniques  
Reactive power support during fault has been proposed using various FACTS 
devices [76-79]. SVC and STATCOM are considered as the prospective candidate for 
this. Braking resistor control for fault ride-through has also been proposed in [80] to 
control active power during fault. Since relation between aerodynamic power and blade 
pitch angle is highly nonlinear, a varieties of control methods have been reported like PI 
control [21], fuzzy-logic based control [19], minimum variance control [20].  
For a rotor-resistance-controlled induction generator, in addition to the reactive 
power support, the rotor resistance control can also be used to improve the stability. For a 
certain machine speed, the rotor resistance may be controlled to present a higher 
electromagnetic torque which will improve the opportunity of system recovery by 
reducing the acceleration. Therefore, the dynamic slip-controlled generator-based-pitch-
controlled wind turbine may be controlled through two ways: dynamic slip control and 
pitch control. It is possible for the wind turbine to adjust the electromagnetic torque by 
dynamic slip control and to change the aerodynamic torque by pitch control [76]. 
 
2.5.2 Recent Trends – use of Bulk Energy Storage System (ESS) 
Although STATCOM has been identified as the fastest responding device that can assist 
in improving the power quality and stability of the wind farm [31], its capability is limited 
to reactive power control only. To overcome this problem STATCOM with energy 
storage systems have been emerged as more promising devices for power system 
applications [81], as they have both real and reactive power control capabilities.  
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Among numerous types of existing ESS four are most common, which are: 
battery, supercapacitor, superconducting magnetic storage (SMES), and flywheel. Each of 
the systems realizes the same goal, however, the manner in which they store energy is 
quite different and consequently, their modeling and control differs significantly. Various 
factors need to be considered when choosing the type of energy storage system including: 
size, rating, speed, and cost. Some storage devices are better suited for larger ratings and 
the speed of exchange of energy also typically differs. Table 2.1 summarizes the 
characteristics of the different technologies based upon information presented in [82]. 
 
TABLE 2.1: Summary of short-term energy storage system characteristics 
Technology Energy Equations 
Energy Cost 
($/kWh/yea
r) 
Power Cost 
($/kW/year) 
Storage 
Time 
Round 
Trip 
Effici-
ency 
Lead Acid 
Battery 
ܧሺݐሻ
ൌ ܧ௢ ൅ නݒሺݐሻ݅ሺݐሻ݀ݐ 
69 91 
60-300 
min 
63% 
Super 
Capacitors 
ܧሺݐሻ ൌ
1
2ܥ ௦ܸ௖
ଶ 711 6 
0.006-6 
min 
86% 
SMES ܧሺݐሻ ൌ
1
2 ܮ௦௠௘௦ ௦ܸ௠௘௦
ଶ  370,000 59 
0.006-6 
min 
21% 
High Speed 
Flywheel ܧሺݐሻ ൌ
1
2 ܬ߱௙௪
ଶ  96 1.2 
0.006-6 
min 
89% 
 
 
The two most promising short-term storage devices – flywheels and supercapacitors – 
both offer similar characteristics and are both suitable for wind energy applications. But 
flywheels are physically large and involves numerous safety and maintenance issues.  
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The supercapacitor technology relies on charging the electrochemical double layer 
arising from surface reactions at very high surface bipolar electrodes [83]. This capacitor 
is a very complex physical device in which charge is stored in a double layer formed at 
the interface between a large surface material such as activated carbon and a liquid 
electrolyte [84, 85]. It can store significant amount of energy and quickly release it. Their 
main application is for short term “power boost” type applications where they can release 
large amount energy quickly, and then recharge with a smaller current. It has high power 
density, wide temperature range, long life (lifecycle millions of time), and offers excellent 
performance. As it has both real and reactive power control capabilities, supercapacitors 
can be applied to transient and dynamic stability enhancement of power system [86]. 
In wind power application, STATCOM with battery energy storage system (BESS) 
is used to level the power fluctuations by charging and discharging operation [87]. Also, 
during sag or fault the BESS unit can be used to boost the stability margin by absorbing 
active power from the wind farm. To enhance transient stability margin further 
incorporation of braking resistor along with BESS has been suggested [33]. But BESS is 
based on chemical process and thus it has problems such as low response speed and short 
service life.   
Recently, supercapacitors have also attracted the attention in the area of renewable 
energy [88]. However, most of the studies are limited to power smoothing of and terminal 
voltage regulation of both fixed and variable speed wind generators [32, 82, 89]. Wei Li 
and Geza Joos [90] used a supercapacitor hybrid energy storage system to mitigate power 
fluctuation of a wind farm. Breban et al [91] demonstrated exprementally that the use 
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supercapacitor energy storage device in hybrid wind/microhydro power system can 
increase the maximum power yield.  
 CHAPTER 3 
 
WIND GENERATOR SYSTEM MODEL 
 
To study dynamic behavior of the wind-generator system as well as to design a suitable 
control system for dynamic performance improvement, a proper mathematical 
representation of the entire system considering all relevant components is very important. 
A complete dynamical model of wind-generator system connected to infinite bus is 
presented in this chapter. This is followed by frequency domain analysis.  
 
3.1 SINGLE MACHINE INFINITE BUS SYSTEM 
Fig 3.1 shows the variable speed wind turbine cage-generator system considered in this 
study. The system consists of a horizontal axis wind-generator connected to power grid 
through a set of converter-inverter-filter circuits, a step-up transformer (Tr), and the 
transmission line. The local load and excitation capacitor are located at the generator 
terminal. The models for the different components of the wind-generator system are given 
in the following. 
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Figure 3.1: Wind generation system connected to an infinite bus. 
 
3.2.1 Wind Turbine Model 
The mechanical power output (Pm) of a wind turbine is related to the wind speed Vω 
by [22], 
31 . ( , ).
2m p
P AC V= ωρ λ β         (3.1) 
Here, ρ is the air density and A is the swept area by the turbine blades. The power 
coefficient Cp (λ,β) depends on both blade pitch angle β and tip speed ratio, λ. The tip-
speed ratio λ, which is the ratio of linear speed at the tip of blades to the speed of wind, is 
expressed as: 
w
R
V
λ Ω=            (3.2) 
where, R is wind turbine rotor radius and Ω  is the mechanical angular velocity. Typical 
Cp-λ curves for the pitch angle changing from 0 to 20° are shown in Fig.3.2.  
24 
 
 
Figure 3.2: Typical power coefficient vs tip speed ratio plot 
 
 
Expressions of Cp as a function of λ and β as employed in [92] are, 
21
3
116( , ) 0.5176 0.4 5 0.0068
1 1 0.035
0.08 1
ip
i
i
C e λλ β β λλ
λ λ β β
−⎛ ⎞= − − +⎜ ⎟⎝ ⎠
= −+ +
        (3.3)  
Figure 3.3 shows the power-speed characteristics curves of a typical wind turbine for 
various wind velocities.  
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Figure 3.3: Speed vs. power output characteristics of a wind turbine 
 
 
3.2.2 The Wind Profile 
Wind speed simulation is one of the first steps for the wind generation model. Wind 
speed changes continuously and its magnitude are random over any interval. For 
simulation of randomly changing wind speed probability distribution of the random 
number should be known. The average wind speed is usually considered constant for 
some intervals (say about 10 minutes). The fluctuations during such intervals can be 
considered to be combination of constant and sinusoidal variation around the mean speed, 
Vm. A typical formula is [93]. 
2 2[1 0.2cos( ) 0.5cos( )]
20 600m
t tV Vω
π π= − −       (3.4) 
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The wind gust can be simulated by varying the magnitude and frequency of the sinusoidal 
fluctuation. A typical wind profile for mean wind speed of 9 m/s is given in Fig. 3.4. 
 
 
Figure 3.4: Wind profile over a period of 10 minutes 
 
3.2.3 Drive-train model 
Two-mass model is adopted here as much higher inertia wind turbine rotor is 
connected to the low inertia IG rotor with a relatively soft shaft. The dynamic equations 
of the two-mass representation are expressed as-  
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2 tt m g t t
d
H T T D
dt
ω ω= − −        (3.5) 
2 rg g e g r
dH T T D
dt
ω ω= − −        (3.6) 
( )s b t r
d
dt
θ ω ω ω= −         (3.7) 
The mechanical torque of the turbine rotor, Tm, and the mechanical torque applied to the 
generator rotor shaft, Tg, are:  
 
m
m
t
P
T ω=          (3.8) 
 ( )g s s s t r bT K Dθ ω ω ω= + −       (3.9) 
where θs is the shaft twist angle, Ks is the shaft stiffness, and Ds is the damping 
coefficient. The subscript t, g and s refer to the turbine and generator and shaft quantities 
respectively. Te is the generator output torque. 
 
3.2.4 Induction Generator Model 
The induction generator is modeled as an equivalent voltage source, d qE e je′ ′ ′= + , 
behind the transient impedance, ܼ′ ൌ ݎ௦ ൅ ݆ݔ ′. It is derived from the voltage-current-flux 
relations originally developed for induction motor [49]. In this thesis generator 
convention is used i.e. current flowing from machine towards grid is considered positive. 
The three-phase voltage equations of the induction machine are transformed into a 
synchronously rotating d-q frame with the d-axis is aligned with the stator voltage and the 
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q-axis is leading the d-axis. The detailed derivation is given in Appendix A. The 
dynamical equations relating voltage and current along the synchronously rotating d-q 
axes of the stator and rotor circuits, respectively, are given by – 
1 1 ω( ) ω ω (1 )
1 ω ω
e
ds s b s ds e qs d
o
b m b
q ds dr
o r
i x x R i i s e
x T x
xe v v
T x x x x
⎡ ⎤′ ′= − − + + + −⎢ ⎥′ ′ ′⎣ ⎦
′− − +′ ′ ′ ′
?
            
(3.10) 
1 1 1ω ( ) ω
ω ω ω(1 )
qs e ds s b s qs d
o o
e b m b
q qs qr
r
i i x x R i e
x T T x
xs e v v
x x x x
⎡ ⎤′ ′= − − − + +⎢ ⎥′ ′ ′ ′⎣ ⎦
′+ − − +′ ′ ′
?
             
(3.11) 
1 ( ) ω ωmd d s qs b q b qr
o rr
xe e x x i s e v
T x
′ ′ ′ ′⎡ ⎤= − − − + −⎣ ⎦′?                                         (3.12) 
1 ( ) ω ωmq q s ds b d b dr
o rr
xe e x x i s e v
T x
′ ′ ′ ′⎡ ⎤= − + − − +⎣ ⎦′?                (3.13) 
where  
m r
s
m r
x x
x x
x x
′ = + + ;  rr m rx x x= + ;  
m r
o
b r
x x
T
Rω
+′ =  
m
d qr
m r
x
e
x x
ψ′ = − + ; 
m
q dr
m r
x
e
x x
ψ′ = +  
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The slip s used in the above equations is defined as,  
ω ω
ω
s r
s
s −=         (3.14) 
The symbols R, x, Ψ, ω, and s denote resistance, reactance, flux linkage, angular speed, 
and rotor slip respectively.  The subscript s, r and b refer to the stator, rotor and base 
quantities respectively.  
The electromagnetic torque is computed as: 
e d ds q qsT e i e i′ ′= +             (3.15) 
The subscripts d and q stands for direct and quadrature axis values (in pu) 
respectively.  
 
3.2.5 Transmission line and load model 
Fig 3.5 shows the load and line model of the system is shown in Fig 3.1. Vt and VB 
represent IG terminal voltage and infinite bus voltage respectively. Transformer and 
transmission line impedances are lumped together and represented as z1 = (R+jX). 
Compensating capacitor and local load are lumped together and is represented by the 
admittance term 11 11 11 Y g jb= + . 
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Figure 3.5: Line and load representations. 
 
 
Induction generator terminal voltage is given by- 
11 1( )t B s tV V I V Y z= + −        (3.16) 
Writing voltages and current in their d-q components i.e. ௧ܸ ൌ ݒௗ௦ ൅ ݆ݒ௤௦;  
ܫ௦ ൌ ݅ௗ௦ ൅ ݆݅௤௦;  ஻ܸ ൌ ஻ܸௗ ൅ ݆ ஻ܸ௤ and solving for vds & vqs gives 
[ ][ ] [ ]ds ds Bd
qs qs Bq
v i V
C A C
v i V
⎡ ⎤ ⎡ ⎤ ⎡ ⎤= +⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦
      (3.17) 
Where,  
( ) 11 11
11 11
[ ] ; ; and
g bR X
C inv I AB A B
b gX R
−− ⎡ ⎤⎡ ⎤= + = = ⎢ ⎥⎢ ⎥⎣ ⎦ ⎣ ⎦
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3.2 NONLINEAR SYSTEM MODEL INCLUDING STATOR TRANSIENTS 
For closed form dynamic representation, the turbine power output given in Fig 3.3 has to 
be expressed as an analytic function of the generator rotor speed or slip. For a certain 
wind velocity, a polynomial function has been generated through curve fitting methods 
using MATLAB functions ‘polyfit’. For example, for a wind velocity of 9m/sec, the 
expression for the power output as a function of speed n (rpm) is obtained as, 
13 6 9 5 6 4
4 3 2
2.102 10 1.305 10 2.965 10
      28.750 10 1.030 143.348 4033.626
− − −
−
= − × + × − ×
+ × − + −
mP n n n
n n n
     (3.18) 
 
Differential equations (3.5) – (3.13) along with algebraic equation (3.17) can be arranged 
to give closed form state equations: 
( )x f x=?          (3.19) 
where, 
[ ω θ ]ds qs d q t sx i i e e s′ ′ ′= . 
 
The time constants of the converter circuit are not included in the model. 
 
3.3 NONLINEAR SYSTEM MODEL NEGLECTING STATOR TRANSIENTS 
In dynamic modeling, the stator current and flux transients can be neglected because of 
the relatively short time constant [14, 59]. ,  
If stator transients are neglected then the derivatives terms in equations (3.10) & 
(3.11) become zero, which after some algebraic manipulations yield –  
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ds ds ds
qs qs qs
v i eR x
v i ex R
′′⎡ ⎤ ⎡ ⎤ ⎡ ⎤−⎡ ⎤= − +⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥ ′′⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦         (3.20) 
 
Since ids & iqs are now algebraic variables, they need to be represented in terms of state 
variable e′d , & e′q. Eliminating vds & vqs, (3.17) and (3.20) can be solved for ids & iqs in 
terms of state variables e′d , e′q , as 
[ ] [ ][ ]ds d Bd
qs q Bq
i e V
E E Ci e V
′⎡ ⎤ ⎡ ⎤ ⎡ ⎤= −⎢ ⎥ ⎢ ⎥ ⎢ ⎥′⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦       (3.21) 
Where, 
( )[ ] [ ] ; and s
s
R x
E inv D CA D
x R
′−⎡ ⎤= + = ⎢ ⎥′⎣ ⎦
    (3.22) 
Combining (3.21) with the differential equations (3.5) – (3.13) the closed-form system 
model can be written as: 
( )x f x=?          (3.23) 
Where [ ω θ ]d q t sx e e s′ ′ ′= . 
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3.4 INITIAL VALUE COMPUTATION  
Initial values of the wind-generator system are determined from the steady-state 
equations. At steady-state derivatives of (3.10) - (3.13) become zero. This gives steady-
state equations as: 
ds s ds qs d
qs s qs ds q
v R i x i e
v R i x i e
′ ′= − + + ⎫⎪⎬′ ′= − − + ⎪⎭
       (3.24) 
2
2
m rr m
ds d q dr
rr rr rr
m rr m
qs d q qr
rr rr rr
x x xi se e v
x r r
x x xi e se v
x r r
⎫′ ′+ + = ⎪⎪⎬⎪′ ′− + = ⎪⎭
      (3.25) 
For a targeted value of power generation Pg, and expected terminal voltage Vt, steady-
state torque-slip relation is solved to find operating slip so and reactive power absorbed 
(Qgo) by the induction generator at no-load condition. This Qgo is usually compensated 
locally and required capacitive susceptance (b11) is estimated. Now for a given values of 
local load (g11), and residual voltage vdr & vqr, (3.16), (3.24) & (3.25) are solved 
simultaneously to yield the steady values of ids, iqs, e′d, e′q vds, and vqs.  
 
 
3.5 SIMULATION OF THE SINGLE MACHINE SYSTEM 
To test acceptability of the reduced order model non-linear time-domain simulations 
are performed and compared the same with the full-order model. Fig 3.6 and Fig 3.7 show 
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the response of slip (∆s), and stator current (Is) respectively, to a 15% input torque pulse 
applied for 0.15 sec; whereas Fig 3.8 shows response of electromagnetic torque (Te) to a 
three-phase fault at the infinite bus for a duration of 75ms. Comparisons of responses 
show that there is no significant difference between the two models. Effect of high 
frequency stator transient is hardly noticeable. The oscillations settle within 2.5 sec after 
the fault is cleared.  
The overall observation is that there is no significant difference between the two 
models particularly in the low frequency oscillation range. This is because the mechanical 
dynamics or the low frequency modes are not coupled with the stator transient mode. 
Moreover damping ratio of this high frequency mode is quite high. Thus neglecting the 
stator electrical transients will not significantly affect the performance of the system 
related to the electromechanical or, mechanical modes of the system. 
 
 
Figure 3.6: Rotor slip (∆s) response to 15% input torque pulse is applied for 0.15sec. 
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Figure 3.7: Stator current response to a 15% input torque pulse is applied for 0.15sec. 
 
 
 
 
Figure 3.8: Responses of electrical torque to a three-phase fault of 75ms duration at the 
infinite bus. 
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3.6 EIGENVALUE ANALYSIS 
Table 3.1 shows the system eigenvalues for the base case operating point of the wind 
generator system, Pg = 0.75 pu, slip s = - 0.0127, Vs = 1.0497 pu, mean wind-speed = 10 
m/s. It also shows modal oscillation frequency, damping ratio and dominant states for 
different modes. Dominant states are identified by observing the participation factors as 
shown in Table 3.2.  
 
TABLE 3.1: System Eigenvalues for the base case with full-order induction generator 
model 
Eigenvalue 
λ= σ ± jω 
Oscillation 
frequency  
݂ ൌ ߱2ߨ, Hz 
Damping ratio 
ߦ ൌ
െߪ
ඥߪ2 ൅ ߱2
 
Dominant states (contribution 
in %) 
λ1= - 687.56 ± j1590.9 253.2 0.3967 Stator electrical 
ids = 49.79,  
iqs = 49.76 
λ2= -4.3121± j24.533 3.9 0.173 Rotor electro-mechanical 
e′q = 41.6,  
s = 42.23 
λ3= -6.4443 0 1 Rotor electrical e′d =78.78 
λ4= -1.0555 ± j4.1953 0.6677 0.244 Turbine mechanical 
ωt = 42.44 
θs = 36.56 
Operating point: slip s = - 0.0127, Pg = 0.75, Vs = 1.0497 
It is observed that the base case has four stable modes, three of which are 
oscillating at different frequency. The high frequency mode is associated with the stator 
electrical dynamics. The medium-frequency mode is mainly associated with the rotor 
electrical (e′q) and mechanical dynamics (rotor speed, ωr). And the low-frequency mode 
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of about 0.67 Hz is associated with the mechanical dynamics of the turbine (ωt, θs). The 
non-oscillating mode is associated with the rotor electrical dynamics (e′d). The 
mechanical mode is the dominant mode. It has a very low frequency (~0.6677 Hz) with a 
reasonable damping ratio 0.244. The electromechanical mode has a low frequency and a 
damping ratio of 0.173. The stator electrical mode has highest damping ratio (0.3967), 
and has very high frequency which is out of the range of interest. Table 3.2 shows that 
this mode is almost decoupled from the other modes. 
TABLE 3.2. Participation Factors for the base case 
 
Pids Piqs Ped Peq Pslip Pωt Pθs
λ1 
0.4979 0.4976 0.0021 0.0021 0.0003 0 0
λ2 
0.0011 0.0031 0.0717 0.416 0.4223 0.0031 0.0828
λ3 
0.0001 0.0008 0.7878 0.1829 0.0103 0.0057 0.0124
λ4 
0.0004 0.0002 0.0555 0.1343 0.0196 0.4244 0.3656
 
 
3.7 ANALYSIS OF SYSTEM INSTABILITY 
To determine effective controller for a system to enhance its stability, it is very important 
to diagnose the critical mode i.e. mode responsible for initiating system instability [94]. 
Degree of coupling between different modes, and the role of each mode in system 
stability would provide added information. To examine these, eigenvalues for different 
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generator loadings (Pg) are determined and their variations are carefully observed as 
described below.   
The considered generator loadings are: 0.15, 0.25, 0.35, 0.45, 0.55, 0.65, 0.75, 0.85, 
0.95, 1.1, 1.2, 1.25, and 1.5 pu. Zline is kept constant to its base-case value (X=0.55pu, 
R=0.1pu). For each loading, steady-state condition is established by adjusting susceptance 
b11 such that the generator terminal voltage is approximately 1.05 pu. Modes of calculated 
eigenvalues are identified and contributions of individual state-variable to the modes are 
determined through participation factor method. Compilations of this information are 
presented graphically through Figs 3.9 – 3.11. Fig 3.9 shows the contour of eigenvalues 
with increased generator loading.  Fig 3.10 shows percentage contribution of individual 
state-variable to the modes at different loadings. Fig 3.11 shows the variation of 
individual mode damping-ratio and oscillation frequency with loading. 
From Fig 3.9, it can be seen that both λ1 and λ2 move away from the imaginary axis 
as the loading increases.  This means that higher the loading the more stable these modes 
are. Fig 3.11 shows that their damping ratio increases as the generator loading increases. 
Fig 3.10 shows that states predominantly contributing to λ1 are stator currents ids and iqs. 
Participation from other states to this mode is almost negligible.  States significantly 
participating to mode λ2 are s and e′q. At light loading s dominates whereas at higher 
loading e′q  starts dominating. The changeover of their influence on λ2 is reflected in 
frequency of oscillation as shown in Fig 3.11 which is better from stability point of view. 
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(b) 
Figure 3.9: Contour of eigenvalues with the increase of generator loading (a) original plot 
(b) zoomed view of the portion shown in Fig 3.9(a). 
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Figure 3.10: Percentage contribution of different states to modes at different generator 
loading. 
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Figure 3.11: Variation of individual mode damping and oscillation frequency ratio with 
generator loading. 
 
Fig 3.9 also shows that, the contour of non-oscillating mode λ3 moves towards the 
imaginary axis as the loading is increased, thus deteriorating system stability. At loading 
around 1.25 pu, λ3 becomes positive, thus putting entire system in an unstable state. As can be 
seen from Fig 3.9(b), for loading 0.15pu to 1.2 pu, λ4, moves away from the imaginary axis. 
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Beyond 1.2 pu,   λ4 changes its direction, thus worsening system stability. This gives the 
indication on safe operating regime, which for the present case is below 1.0pu. The mode 
initiating system instability is λ3. Fig 3.10 shows that, the state contributing to this mode 
is predominantly e′d at lower loading upto 1.0 pu. Beyond 1.0pu participation from e′d 
drops sharply and participations from ωt, θs, and s start increasing. Fig 3.11 shows that 
beyond 1.0 pu damping ratio of λ4 drops sharply whereas frequency of oscillation 
increases rapidly indicating that the system is heading towards instability. Thus, it can be 
concluded that λ4 is responsible for system instability which is triggered by λ3. To preserve 
system stability the contribution from e′d to mode λ3 should be maintained when the machine is 
operated at loading below 1.0 pu.  
As, md qr
rr
xe
x
′ = − Ψ ,   also,  ds s ds qs d
qs s qs ds q
v R i x i e
v R i x i e
′ ′= − + + ⎫⎪⎬′ ′= − − + ⎪⎭  
these indicate that any control that provides quick re-establishment of rotor flux or 
terminal voltage would the most effective means of averting instability following a 
disturbance. 
As it is also observed, at the verge of system instability, the state ωt becomes more 
active and its participation to mode λ3 gets higher. This implies that, ωt could also be 
another controlling variable for stabilization of the system.  
 
 CHAPTER 4 
 
WIND GENERATOR SYSTEM CONTROL 
 
Wind turbine driven variable speed induction generators are vulnerable to transient 
disturbances like wind gusts and faults on the system. As wind turbines mostly do not 
take part in voltage and frequency control, changes in turbine input and load may cause 
oscillations in frequency and voltage, leading to eventual voltage collapse. This is 
primarily attributed to the lack of support adaptive excitation to the system [95]. The 
transient under-performance can normally be compensated for by blade pitch-angle 
control on the turbine side, and voltage, current and power control on the generator side. 
Dynamic reactive power support using SVC and STATCOM has also been identified as 
an effective means for preventing voltage collapse. In this research, two more schemes for 
dynamic performance enhancement have been explored. These are – 
(i) Variable susceptance excitation control 
(ii) Dynamic active and reactive power compensation using STATCOM supported 
by bulk energy storage devices 
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Both battery energy storage system (BESS) and supercapacitor based energy storage 
system (SCESS) have been considered. Investigation of dynamic performance of both 
schemes (i) & (ii) have been presented in this chapter. Through detailed dynamic 
modeling of entire wind generation system, simulation studies have been carried out 
considering different contingencies.  
4.1 VARIABLE SUSCEPTANCE EXCITATION CONTROL 
Following transient disturbances, the reactive power demand of induction generator 
jumps sharply due to large variations in slip. The fixed capacitor located at the generator 
terminal cannot normally cater for the reactive power demand during the transient period. 
Thus, external supports are required for the ride through of these transients. An excitation 
adaptation scheme using the control of variable susceptance exhibits very good potential 
for quick damping of many transients arising from changes in turbine input and generator 
load.  
The variable susceptance can be obtained by controlling a static VAR system 
through the firing angle control of the thyristors. The controller is connected to the grid 
side as shown in Fig 4.1. It contains a fixed capacitor (FC) needed for normal excitation 
of the induction generator. If additional capacitor excitation is required, the thyristor 
switched capacitor (TSC) is switched in. A reduction in capacitance is achieved by 
switching in the thyristor controlled reactor (TCR) into the circuit. For control purposes, 
the static VAR system described above is represented through a gain KSE and time 
constant TSE in the block diagram of Fig. 4.2 [96]. 
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Figure 4.1: Variable susceptance controller configuration 
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Figure 4.2: Functional block diagram of the susceptance control 
 
The controller compares the generator terminal voltage (Vs) with a reference 
signal (Vsr) and injects susceptance (∆B) at the terminal to keep proper excitation of the 
system. The TSC is switched ON when the output voltage of the induction generator (Vs) 
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is less than the desired or reference value (Vsr). The dynamic equations for the control 
block can be written as, 
[ ]1 ( ) SESE s sr
SE SE
K ud B K V V B
dt T T
∆ = − − + ∆ +      (4.1) 
From Fig 4.2 it can be observed that the susceptance injected by the control circuit 
is automatically adjusted depending on the terminal voltage of the induction generator. 
Thus, the thyristor controlled circuit injects capacitive/inductive reactance to the system 
depending on the system requirement, so as to maintain the generator terminal voltage 
constant. This in turn, will limit the excursion of other transients in the system. 
 
4.1.1 PID Control of Susceptance 
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Figure 4.3: Functional block diagram of the susceptance control with PID 
 
Further enhancement of the transient profile may be achieved by introducing 
additional control (u) to the thyristor control circuit as shown in Fig. 4.2. A PID control as 
shown in Fig 4.3 is explored for further transient performance improvement. An 
additional washout blocks the unwanted signal in the steady state. Though various other 
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controllers may have been used for generating the auxiliary control u, the PID has been 
used here because of its widespread use in industry and because of the ease in tuning its 
parameters. The input to the controller is considered to be the variation in slip of the 
generator. 
The transfer function of the PID controller is 
 ( ) Ic P D
KG s K K s
s
= + +        (4.2) 
The parameters of the PID controller are found through a pole-placement technique for 
optimal damping [95]. The steps involved in determining the gain parameters are: 
a) The nonlinear wind generation system equations (3.23) along with controller 
differential equation (4.1) are linearized around a nominal operating point. Selecting 
the proper output variable y, the linearized system equations are written as, 
x Ax Bu
y Cx
= +
=
?
              (4.3) 
b)   For a specific location of eigenvalue λ it can be shown that, 
  
1
1
1 ( )
w I
P D
w
T K
K K
T C I A B
λ λλ λ λ −
⎡ ⎤+ + =⎢ ⎥+ ⎣ ⎦ −          (4.4) 
 Placing the eigenvalues at desired locations to provide adequate damping to the 
system, (4.4) can be solved for the values of KP, KI and KD. 
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4.1.2 Eigenvalue Analysis and PID Controller 
In the absence of auxiliary control u, the eigenvalues of the linearized system are:             
[ -4.1729 ± j24.6476, -9.0023±j5.8799, -0.9404±j4.1426]. The damping ratio of the least 
damped dominant pair of eigenvalues [-4.1729 ± j24.6476] is 0.1669. The PID controller 
is designed to move the eigenvalues to  [-5.2594 ± j24.7214], corresponding to a damping 
ratio of 0.2081. The gains of the PID controller KP, KI, and KD are computed to be 
10.4112, -6.2213, and -0.7485, respectively. The value of Tw, the washout time constant, 
considered to be 1.0. The gain and time constant of the first order controller block as 
shown in Fig 4.2 are KSE=0.85, and TSE=0.1, respectively. 
 
4.1.3 Simulation Results 
Grid connected wind turbine induction generation system shown in Fig. 4.1 was 
simulated to study the performance of variable susceptance controller. Wind generator 
system parameters are given in Appendix B. The transient performance of the system was 
tested through different disturbance scenarios for a nominal loading of 75%. The dynamic 
response of the system was investigated with following two scenarios – 
(a) Wind generation system with no controller 
(b) With variable susceptance (B) controller 
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4.1.3.1 Responses with Torque Pulse 
Figs 4.4 - 4.5 show the variation of generator slip, and terminal voltage respectively, 
when the generator is subjected to a 50% torque pulse applied to the turbine shaft for only 
0.75s. From the responses shown it is very clear that in the absence of any control the 
wind generator system voltage transients could be significant even for very small changes 
in the wind input. With this sudden increase in mechanical power input, induction 
generator accelerates and its speed reaches such a higher level that necessitates additional 
excitation adaptation (capacitive/inductive) to the stator circuits to develop required 
decelerating torque. Lack of this support, the slip of induction generator continues to 
grow and resulting collapse of terminal voltage. 
However, in the presence of variable susceptance controller, the situation is 
tackled very effectively. The controller senses changes in the generator terminal voltage 
(Vs) and injects required susceptance (∆B) to regulate the bus voltage at the reference 
level. Because of this B support, induction generator terminal voltage and slip return to 
the pre-disturbance state after a brief oscillation. The three plots in each figure are, (a) 
with no excitation control circuit, (b) with excitation control circuit, but no auxiliary 
control u, and (c) with additional PID in the excitation control circuit.  
It can be observed from Figs 4.4 & 4.5 that the uncontrolled case leads to growing 
oscillation which would result in grid separation of the wind generator by the protective 
equipment. The excitation control, on the other hand, eliminates the transients quickly 
where the presence of PID controller improves the transient profile significantly. As such, 
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in the rest of the studies only PID assisted excitation control will be considered when it 
comes to the susceptance control case.  
 
Figure 4.4: Induction generator rotor slip variation when a 50% torque pulse is applied for 
0.75 sec, with (a) no excitation control circuit, (b) automatic excitation control, but no u, 
and (c) additional PID control with ‘b’. 
 
Figure 4.5: Induction generator terminal voltage variation corresponding to Fig. 4.4. 
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Figure 4.6: Variation in real power delivered to the grid when a 50% torque pulse is 
applied for 0.75 sec, with (a) no susceptance control circuit, (b) PID assisted susceptance 
control. 
 
 
In the presence of local load, only about 0.428 pu power is available for the 
delivery to the grid. Fig 4.6 shows the variation in real power delivered to the grid (Pm2) 
following the 50% torque pulse. In the absence of susceptance adaptation circuit, power 
output from the generator becomes highly oscillatory which is reflected in Pm2. However, 
with the aid of variable susceptance control circuit the generator can continue to deliver 
prescribed power to the grid. 
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4.1.3.2 Responses with Torque Step 
An increase in wind speed corresponding to a torque step of 30% was simulated to 
observe the transient phenomenon in the system. Figs.4.7 and 4.8 show the variations of 
induction electromagnetic torque (Te) and slip (∆s) respectively, following the 30% step 
change in turbine power. It is clear that the generator system cannot cope with this 
change, and as such oscillations continue to grow. This will lead to eventual 
disconnection of the system when the rotor speed will exceed a certain set limit. Observe 
that incorporation of the variable susceptance control helps to stabilize the oscillations, 
which will provide enough space for new loads to be switched in the stator network. The 
susceptance control circuit releases the required capacitive excitation as shown in Fig. 
4.9. 
 
Figure. 4.7. Induction generator electromagnetic torque variations following a 30% step 
change in turbine power, with (a) no control,  and (b) proposed susceptance control. 
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Figure 4.8. Induction generator slip variations following a 30% step change in turbine 
power, with (a) no control,  and (b) proposed susceptance control. 
 
 
Figure 4.9. Changes in the capacitive excitation following a 30% step change in turbine 
power, with (a) no control,  and (b) proposed susceptance control. 
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4.1.3.3 Responses with Three-phase Fault 
For a three-phase fault on the grid for 150 ms, the transient responses are shown in 
Figs 4.10 – 4.12. They display the changes in generator slip (∆s), stator voltage variations, 
and variations in electromagnetic torque, respectively. As can be observed from the slip 
variations, in the absence any control the generator would need to be isolated. 
Incorporation of the variable susceptance control restores the generator voltage fairly 
quickly, and machine speed and power output return to normal, as are exhibited in Figs. 
4.10-4.12. The improvement in the transient response is ascribed to the adaptation of the 
needed susceptance as shown in Fig 4.13.  
 
 
Figure 4.10: Variation in rotor slip (∆s) following momentary three-phase of 150ms 
duration, with (a) no susceptance control circuit, (b) PID assisted susceptance control. 
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Figure 4.11: Generator terminal voltage variation corresponding to Fig. 4.10. 
 
 
Figure 4.12: Variation in electromagnetic torque corresponding to Fig. 4.10. 
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Figure 4.13: The variation of the susceptance controller output (∆B) corresponding to Fig. 
4.10. 
 
From the responses shown in Figs 4.4 – 4.13, it is observed that variable 
susceptance controller is well capable of suppressing transients arising from turbine input 
change and/or generator load change. In the presence of such controller, many shutdown 
and reconnection events can be averted, and wind generator system can return to the 
steady-state operation smoothly. However, such controller has some operational 
limitations. It controls generator terminal quantities like voltage, current, or torque 
through the modulation of circuit parameters such as inductance or capacitance. Since 
these circuit parameters are passive devices, resulting control on electrical quantities takes 
place indirectly and is slower. This in turn causes large first swing in the response of 
many terminal quantities, particularly Vs as shown in Fig 4.5 & 4.11.  
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A variable susceptance controller basically provides reactive power (Q) 
compensation. It merely affects the active power flow indirectly by regulating the voltage 
at the point of connection with the transmission line. By adding up the provision for real 
power (P) compensation, the transient performance of wind generation system can further 
be enhanced, in particular the variations in slip (∆s) and Pm2. One way to have both P & Q 
control is STATCOM with bulk energy storage device. A common STATCOM consists 
of a voltage source inverter (VSI) and a DC voltage source (usually a DC capacitor). 
Because a DC capacitor is not a bulk energy storage device, a common STATCOM does 
not have the ability of active power compensation. If a bulk energy storage device is 
connected to the DC capacitor, the power regulation ability of a common STATCOM can 
be expanded to both reactive and active power compensation. Since STATCOM is also an 
active device, its prospect for transient performance enhancement of wind generation 
system is quite high. 
Among the possible energy storage devices are: battery, supercapacitor, SMES 
(superconducting magnetic storage), fuel cell. In this work the following two energy 
storage devices have been considered − 
• Battery energy storage system (BESS), and 
• Supercapacitor energy storage system (SCESS) 
 
4.2 STATCOM WITH BULK ENERGY STORAGE SYSTEM 
A STATCOM is a shunt connected FACTS device that can generate a balanced set of 
three-phase sinusoidal voltages at the fundamental frequency, with rapidly controllable 
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amplitude and phase angle. By injecting a current of variable magnitude and almost in 
quadrature with the line voltage, at the point of connection with the transmission line, a 
STATCOM can inject reactive power to the power system.  
The single machine infinite bus system considered in Fig. 3.1 is assumed to be 
installed  with a STATCOM at the generator end through a step-down transformer (Tr) as 
shown in Fig. 4.14. The two control variables are: modulation index (m) and phase angle 
(Ψ), defined by VSC PWM. The VSC generates a variable AC voltage Vst whose 
magnitude is controlled by m. The main advantage of the STATCOM over other FACTS 
devices is that the STATCOM current Ist can be directly controlled through voltage Vst 
[97].  
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Figure 4.14: Wind generation system with STATCOM 
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 The STATCOM is modeled as a controllable voltage source st dcV mV= ∠Ψ , 
where Vdc is the dc-link voltage. The dynamic voltage-current relationship of the 
STATCOM including the converter transformer is obtained from, 
st
st st st st s
dIL R I V V
dt
+ = −          (4.5) 
Here, Rst and Lst are the resistance and inductance of the STATCOM including the 
converter transformer, respectively. The above can be broken up to synchronously 
rotating d-q frames to yield two differential equations involving istd and istq. istd and istq are 
respectively the d axis and q axis components of Ist. Expressing them in per unit 
representation they will be of the form, 
ωω cos(ψ θ ) cosθ
ω
std st dc s
b std stq s s
st b st st
di R mV Vi i
dt L L L
⎛ ⎞= − + + + −⎜ ⎟⎝ ⎠    (4.6) 
ωω sin(ψ θ ) sinθ
ω
stq st dc s
b std stq s s
b st st st
di R mV Vi i
dt L L L
⎛ ⎞= − − + + −⎜ ⎟⎝ ⎠    (4.7) 
The dynamics of the dc link voltage Vdc is given by [30] 
( )cos(ψ θ ) sin(ψ θ )dc std s stq s
dc
dV m i i
dt C
= − + + +      (4.8) 
Here, θs is the phasor angle of Vs. The corresponding phasor angle of Vst is (ψ + θs). 
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4.2.1 STATCOM with Battery Energy Storage System 
STATCOM provides the option of interfacing energy storage device or real power 
source across the dc-link capacitor [98]. Fig. 4.15 shows the section of such a STATCOM 
with battery energy storage system (STATCOM/BESS), which is connected to the system 
bus 2 corresponding to Fig. 4.14. The battery is represented by an ideal DC voltage 
source Vbatt, and a resistor Rb. Rb can also account for any loss in the inverter. The battery 
is represented by this simple model because of the fact that STATCOM/BESS is used 
here to improve system’s transient stability. In this short period of the system transient, 
there should be no significant variation to the potential of the battery. 
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Figure 4.15: STATCOM with battery energy storage system 
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Applying KCL on the dc side of the STATCOM, the dynamic equation of the dc link 
voltage Vdc is can be obtained as (details in Appendix C) 
( )cos(ψ θ ) sin(ψ θ )dc batt dcstd s stq s
dc b dc
dV V Vm i i
dt C R C
−= − + + + +    (4.9) 
The other two equations (4.6) & (4.7) are also applicable to STATCOM/BESS. 
 
 
4.2.2 STATCOM with Supercapacitor Energy Storage System 
Fig. 4.16 shows the section of the STATCOM with supercapacitor energy storage system 
(STATCOM/SCESS), which is connected to the system bus 2 corresponding to Fig. 4.14. 
The SCESS comprises the supercapacitors, and a bi-directional DC-DC buck-boost 
converter to control the charge and discharge of the supercapacitor module. The operation 
of buck-boost converter is controlled by varying the duty ratio (Dr) of the switches S1 & 
S2. 
The supercapacitor is modeled by an ideal capacitance and an equivalent series 
resistance (ESR) as shown in Fig. 4.17. The ESR accounts for resistive losses in the 
dielectric, plate material, and electrolytic solution. The actual capacitance and ESR are 
dependent on terminal voltage, voltage charge rate, current, and temperature. However, 
within the capacitor’s working region, fixed value capacitance and ESR can accurately 
model a real supercapacitor.  
 
62 
 
2
1S 2S
Tr
4
VSC
m
ψ
dcC
scC
dc-dc 
converter
scL
scR
stI
STATCOM/SCESS
sV
stV
 
Figure 4.16: STATCOM with supercapacitor energy storage system 
 
scC ESR  
Figure 4.17: Supercapacitor model 
 
Similar to (4.9), by applying KCL on the dc side of the STATCOM, the dynamic equation 
of the dc link voltage Vdc is can be obtained as (details in Appendix C) 
( )cos(ψ θ ) sin(ψ θ )dc r scstd s stq s
dc dc
dV D Im i i
dt C C
= − + + + −    (4.10) 
63 
 
where Isc is the supercapacitor current. Supercapacitor voltage Vsc is given by- 
; with scsc sc sc sc sc sc
dE
V E R I I C
dt
= + =     (4.11) 
The other two equations (4.6) & (4.7) remain unchanged for STATCOM/SCESS model. 
 
 
4.3 THE COMPOSITE SYSTEM MODEL  
In all three systems shown in Fig 4.14 - 4.16, the STATCOM is considered to be a current 
source, injecting current Ist to the line. Referring to Fig 4.14, the STATCOM current Ist is 
linked with rest of the system through 
11 11( )( ( ))s B s st sV V R jX I I V g jb= + + + − +    (4.12) 
where (R+jX) represents the impedance of the transmission line, and (g11+jb11) represents 
the admittance of the local load including capacitance required for normal excitation at 
steady-state. Writing voltage and current phasors in d-q components, (4.12) can be solved 
for vds & vqs, and substituting these in (3.24) gives the expression for stator current 
components (ids & iqs) in terms of state variables as  
 1 2 3[ ] [ ] [ ]
ds d std Bd
qs q stq Bq
i e i V
K K K
i e i V
′⎡ ⎤ ⎡ ⎤ ⎡ ⎤ ⎡ ⎤= + +⎢ ⎥ ⎢ ⎥ ⎢ ⎥ ⎢ ⎥′⎣ ⎦ ⎣ ⎦ ⎣ ⎦ ⎣ ⎦
    (4.13) 
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Here, K1, K2, and K3 are matrices which depend on system impedances and 
admittances. Combining (4.13) with the differential equations (3.5) – (3.13), (4.6) – (4.9) 
gives the closed-form state model of wind generation system supported by 
STATCOM/BESS as- 
( , )x f x u=?          (4.14) 
Here, x is the vector of states [e′d, e′q, s, ωt, θt, istd, istq, Vdc]T, and u is the control 
variable [m, ψ]T. 
 For the case of STATCOM/SCESS, (4.9) is replaced by (4.10) & (4.11), which gives 
states and control vectors in (4.14) as 
x = [e′d, e′q, s, ωt, θt, istd, istq, Vdc,Esc]T   and u = [m, ψ, Dr]T. 
 
4.4 STATCOM ESS CONTROL 
At steadystate, the STATCOM/ESS is considered floating i.e. Ist = 0. At the contingency 
period, STATCOM/ESS controller injects necessary real and/or reactive power to bring 
the system to normal steady-state condition. The amount of real and reactive power 
injected by the STATCOM is given by – 
cosθ sin θ
sinθ cosθ
st s s std s s stq
st s s std s s stq
P V i V i
Q V i V i
= +
= −      (4.15) 
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For this dual power control, it is necessary to have independent control of Pst and 
Qst so that the controllers can inject needed real and/or reactive power in a decoupled 
manner. The decoupled P – Q control strategy is obtained by defining a new set of 
STATCOM currents as – 
θsjnew
st stI I e
−=  
This makes 
; andnew newst s std st s stqP V i Q V i= = −       (4.16) 
Pst and Qst can then be controlled independently by istdnew and istqnew.  
 
4.4.1 Decoupled P - Q Control 
From (4.16) it can be observed that Pst depends on istd and Qst depends on istq. Thus, 
realizing P-Q decoupled control means realizing istd, istq decoupled control. With Istnew,  
(4.6), and (4.7) can be written as [26]: 
1
2
0
ω
0
st
new new
ststd std
bnew new
stq stqst
st
R
Li i ud
dt i i uR
L
⎡ ⎤−⎢ ⎥⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥⎢ ⎥ ⎢ ⎥= + ⎢ ⎥⎢ ⎥⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦⎢ ⎥−⎢ ⎥⎣ ⎦
    (4.18) 
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where 
1
2
ω ωcosψ
ω ω
ω ω
ω ωsinψ
ω ω
new newdc s xd s
stq stq
b st st b st st
b b
xqnew newdc
std std
b st b st
mV V e Vi iu
L L L L
emVi iu
L L
⎡ ⎤ ⎡ ⎤+ − + −⎡ ⎤ ⎢ ⎥ ⎢ ⎥⎢ ⎥ ⎢ ⎥ ⎢ ⎥= =⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥ ⎢ ⎥ ⎢ ⎥− + − +⎣ ⎦ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦
 (4.19) 
Defining  
ψ and ψxd dc xq dce mV cos e mV sin= =  
Equation (4.19) can be written as 
 
1
2
( ω )
ω
( ω )
ω
newst
xd stq s
b
newst
xq std
b
Le u i V
Le u i
= − +
= +       (4.20) 
 
2 2
1and ψ tanxd xq xq
dc xd
e e e
m
V e
−+ ⎛ ⎞= = ⎜ ⎟⎝ ⎠      (4.21) 
Equation (4.18) shows that istd and istq  (new) respond to u1 and u2 respectively, through a 
simple first-order transfer function, with no crosscoupling. Thus providing decoupled 
control of istd and istq. The control rule of equation (4.19) is thus completed by defining 
the feedback loops and PI compensation as follows: 
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( )
( )
*1
1 1
*2
2 2
i
p std std
i
p stq stq
ku k i i
s
ku k i i
s
⎛ ⎞= + −⎜ ⎟⎝ ⎠
⎛ ⎞= + −⎜ ⎟⎝ ⎠
      (4.22) 
The inverter voltage vector is controlled through the m and ψ defined in (4.21). A block 
diagram of the control scheme is presented in Fig. 4.18. 
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Figure 4.18:  Block diagram for the decoupled P – Q control scheme of STATCOM. 
 
4.4.2 Generation of  Pref and Qref for the STATCOM Controller  
Among the control objectives are (i) to regulate voltage at bus 2 by injecting/absorbing 
required reactive power, and (ii) to minimize variations in real power delivered to the grid 
Pm2. Qref is generated by sensing the deviation of voltage magnitude at bus 2 i.e (Vsref – Vs) 
where Vsref is the predisturbance voltage magnitude. Similarly, Pref is generated by sensing 
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the deviation of bus voltage angle i.e (θsref - θs), where θsref is the pre-disturbance bus 
voltage angle. PI controllers used to ensure zero steady-state error. Fig. 4.18 shows the 
generation of Pref and Qref. Corresponding istdref and istqref are generated using (4.16). 
 
4.4.3  DC-DC Converter Control with the Supercapacitor Circuit 
The charging and discharging of supercapacitor is controlled by varying the duty-ratio 
(Dr) of the switches S1 & S2 associated with dc-dc converter. As shown in Fig. 4.16, the 
main circuit of the bidirectional dc-dc converter (buck-boost converter) contains three 
energy storage components i.e. the dc-link capacitor (Cdc), the choke (Lsc) and the super 
capacitors (Csc). Among the objectives of the control are: (i) to regulate the dc-link 
voltage with energy stored in the supercapacitor (SC), and (ii) to keep the SC voltage Vsc 
in its desired operating range.  These are achieved through the use of two controllers (i) 
dc-link voltage controller, and (ii) SC current controller as shown in Fig. 4.19.  
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Figure 4.19:  Block diagram for the DC-DC converter control scheme. 
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The measured dc-link voltage (Vdc) is compared to the reference Vdcref and the error is 
taken into the PI voltage controller which outputs the reference currents Iscref.  The voltage 
reference for the converter Vpwmref is obtained as the sum of SC voltage Vsc and the 
inductor voltage reference VLref obtained from the current loop PI controller. 
Mathematically it can be expressed as – 
( )( )ref refivdc pv scdc
k
V V k I
s
− + =
       (4.23) 
( )( ) refref iisc sc pi L
k
I I k V
s
− + =
       (4.24) 
( )ref refsc pwmLV V V+ =         (4.25) 
( )
, L scr
dc
V V
Duty ratio D
V
+=
        (4.26) 
The response of current controller must be fast enough with good reference tracking 
capability. Following the design procedure suggested in [99], the gain values of current 
controller are calculated. 
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4.5 SIMULATION RESULTS 
4.5.1 STATCOM with BESS 
STATCOM supported wind generation system shown in Fig 4.14 was simulated to study 
the performance of the decoupled P – Q compensation scheme. BESS is considered as the 
source of real power compensation. It is assumed that BESS can supply 0.5 pu of power 
during discharging and can absorb 0.15 pu power during charging i.e. Pୱ୲୫ୟ୶ ൌ 0.5pu and 
Pୱ୲୫୧୬ ൌ െ0.1pu. The dynamics of the BESS is neglected. The transient performance of 
the system was tested through different disturbance scenarios for a nominal loading of 
75%. The dynamic response of the system was investigated with following three 
scenarios – 
(a) Wind generation system with no control 
(b) With STATCOM and Q control only 
(c) With STATCOM/BESS and both P – Q control 
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4.5.1.1 Responses with Wind Gust  
 
Figure 4.20: Induction generator terminal voltage variations following a short 2 sec wind 
gust applied to the generator model. The nominal load is 75%. (a) without control (b) with 
STATCOM Q control (c) with STATCOM/BESS both P & Q control. 
 
 
Figs. 4.20 and 4.21 show the variations of generator terminal voltage and power delivered 
to the grid, respectively when subjected to a wind gust for 2sec. The wind gust model 
considered is given in (3.4). It can be observed that the transient peak becomes quite high 
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even for this short duration gust. Incorporation of STATCOM/BESS suppresses these 
variations to a very negligible value. The Q controller eliminates the terminal voltage 
variations by injecting required reactive power (Qst), whereas the P controller cancels out 
the variations in real power (Pm2) delivered to the grid as shown in Figs. 4.20 & 4.21 
respectively. The variations of injected real power (Pst) is shown in Fig. 4.22. Pst is in 
phase opposition with the ripples of Pm2, thus nullify the variations. The voltage responses 
with (b) & (c) are almost same. This demonstrates the decouple nature of the controller. 
 
 
Figure 4.21: Variations of induction generator delivered power to the grid (Pm2) following 
a short 2 sec wind gust applied to the generator model. The nominal load is 75%. (a) 
without control (b) with STATCOM Q control (c) with STATCOM/BESS both P & Q 
control. 
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Figure 4.22: Injected real power by the STATCOM/BESS P controller (Pst) following a 
short 2 sec wind gust applied to the generator model. The nominal load is 75%. (a) 
without control (b) with STATCOM Q control (c) with STATCOM/BESS both P & Q 
control. 
 
 
4.5.1.2 Wind Power Smoothing 
One of the main problems of wind energy is power fluctuations due to wind speed 
variations. The wind energy is not only intermittent but also fluctuating. Therefore, wind 
power cannot be dispatched the same as other power sources. Power fluctuations, in 
systems with high wind power penetration, causes frequency deviations as well as voltage 
deviation in the grid.  
The decoupled P – Q control based STATCOM/BESS can suppress wind power 
fluctuations and help delivery of smoothed power to the grid. To demonstrate this, a 
randomly varying wind speed is generated as shown in Fig 4.23 using (4.27) [42, 45]. 
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Figure 4.23: Wind speed variations for 20 sec (i) actual wind speed (ii) filtered wind 
speed. 
 
1
(1 ( ln( ) / ) )kwv mean speed r c= × + −      (4.27) 
Where, r is a random number (0,1), k, c are respectively scale and shape parameters of the 
Weibull distribution. Here  c = 4; k = 2, and mean wind speed is 10 m/sec. 
Usually this high frequency wind gets partially filtered over the rotor surface of 
the large wind turbines. The considered low-pass filter is as shown in Fig 4.24 [34]. Fig 
4.25 shows the corresponding wind generated power delivered to the grid. It can be seen 
that without controller the delivered power could be highly fluctuating in nature 
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especially for conventional fixed-speed wind turbine. However, with the proposed 
STATCOM/ESS the wind power fluctuation is minimized substantially. 
 
 
Wind speed
[m/s] 1
1+ sτ
Filtered 
Wind speed
[m/s]
 
Figure 4.24: Low pass filter for including the smoothing of high-frequency wind speed 
variations over the rotor surface.  
 
 
Figure 4.25: Wind power delivered to the grid (a) without STATCOM/BESS, and (b) 
with STATCOM/BESS 
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4.5.2 STATCOM with SCESS 
To investigate the performance of STATCOM/SCESS, same wind generation system as 
mentioned in section 4.5.1 was simulated when it was supported by STATCOM/SCESS 
as shown in Fig. 4.16. The dynamic response of the system was investigated with 
following three scenarios – 
(a) Wind generation system with no control 
(b) With STATCOM and Q control only 
(c) With STATCOM/SCESS and both P – Q control 
 
4.5.2.1 Responses with Three-phase Fault  
Figs 4.26 - 4.28 show the variations in generator slip, terminal voltage, and power 
delivered to the grid respectively, with a three-phase fault on the grid for 150ms. Since 
the uncontrolled responses are already mentioned in section 4.1.3.3, responses with (i) Q 
control only, and (ii) both P & Q control are brought up here. From the responses it can 
be observed that both STATCOM with Q control only, and STATCOM/SCESS having 
both P & Q control, prevent terminal voltage collapse. Thus, wind generator remains in 
operational in the event of such grid fault. The superiority of responses in the presence of 
P controller is obvious. It almost eliminates the variations in slip (∆s) as depicted in Fig. 
4.26, and quickly resumes the delivery of real power to the grid as can be seen from Fig. 
4.28. The amount of injected real power (Pst) is shown in Fig. 4.29, where the negative 
sign indicates absorption.  
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Figure 4.26: Variation in rotor slip (∆s) following momentary three-phase of 150ms 
duration, with STATCOM/SCESS (a) Q control only, (b) both P & Q control (solid line). 
 
 
Figure 4.27: Variation in generator terminal voltage corresponding to Fig. 4.26. 
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Figure 4.28: Variation in real power delivered to the grid corresponding to Fig. 4.26. 
 
 
Figure 4.29: Real power injection by the P controller (Pst) in the event of grid fault. 
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4.5.3 PERFORMANCE COMPARISON OF THREE CONTROL STRATEGIES 
In the previous sections, it is demonstrated that all three control strategies: (i) variable 
susceptance (B) control, (ii) STATCOM Q control, and (iii) STATCOM/ESS P & Q 
control, are well capable of suppressing transients arising from mid level disturbances. In 
this section, the performance of three different control strategies have been compared 
with regard to longer duration of three-phase fault (625ms) at the grid. Although some 
other disturbances could have been considered, but this fault conditions have been 
stipulated in the grid code issued by the US Federal Energy Regulatory Commission 
(FERC) for the examination of Low Voltage Ride-through (LVRT) capability of wind 
farm [100]. This code stipulates that the wind generator has to remain connected to the 
power system if the voltage remains at a level greater than 15% of the nominal voltage for 
a period that does not exceed 0.625 sec as shown in Fig 4.30 [Appendix D]. 
A three-phase fault is simulated at the infinite bus is simulated which is cleared 
after 625ms. The performance of the controllers are displayed through the transient 
responses of generator slip variations (∆s), terminal voltage variations, and variations in 
electromagnetic torque developed respectively as shown in Figs 4.31– 4.34. As seen from 
these Figs, variable susceptance controller is incapable of withstanding such large 
disturbance, thus lacks the capability in meeting the LVRT requirement. Whereas with 
either STATCOM Q control or with STATCOM/ESS P & Q control, the situation is 
tackled very effectively. However, the performance of control strategy (iii) i.e. 
STATCOM/ESS both P & Q control, has been seen to be always superior. The main 
credit goes to STATCOM’s reactive power (Q) controller which promptly restores the 
terminal voltage by injecting required reactive power (Qst). Because the STATCOM tries 
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to maintain the bus voltage dynamically, the voltage profile in Fig 4.32 shows very little 
deterioration whatsoever. As depicted in Fig 4.34, whether Q controller is acting alone or 
with P controller, it injects almost same amount of reactive power (Qst ≈ 1.85 pu) to 
restore the terminal voltage. This demonstrates the functionality of P & Q controllers in 
decoupled manner. However, P controller enhances the performance of STATCOM/ESS 
by eliminating the transients in the variables like slip (∆s), electromagnetic torque (Te), 
above all real power delivered to the grid as shown in Fig 4. 35. The amount of injected 
real power by the P controller (Pst) is not that much (less than -0.1 pu) as depicted in Fig. 
4.36. Since it is within the range of BESS, both STATCOM/BESS and 
STATCOM/SCESS would demonstrate similar performance. However, for some other 
 
Figure 4.30:  Low voltage ride through standard set by FERC, USA [100]. 
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disturbance scenario, if Pst limit exceeds, then controller performance will degrade 
accordingly. Summary of simulation results for single machine infinite bus system is 
given in Table 4.1. 
 
 
Figure 4.31: Induction generator slip variations (∆s) following three-phase fault of 625 ms 
duration (a) B control (b) STATCOM Q control, and (c) STATCOM/ESS P & Q control. 
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Figure 4.32: Induction generator terminal voltage variations corresponding to Fig 4.31. 
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Figure 4.33: Induction generator electromagnetic torque variations corresponding to Fig 
4.31. 
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Figure 4.34. Injected reactive power (Qst) by Q controller following three-phase fault of 
625ms duration. 
 
Figure 4.35: Real power delivered to the grid (Pm2) following three-phase fault of 625ms 
duration. 
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Figure 4.36: Injected active power (Pst) by P controller following three-phase fault of 
625ms duration. 
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TABLE 4.1: Summary of simulation results for single machine infinite bus system 
 
 Response of wind generation system with 
Disturbance 
type 
No 
control 
Variable 
Susceptance 
control 
STATCOM with 
Q control only 
STATCOM 
with both P & 
Q control 
50% Torque 
pulse of 0.75sec 
duration 
Unstable * Stable 
* Larger 
transients exist in 
Vs & Pm2  
*Stable 
*Larger transients 
exist in Pm2 
*Stable 
*Transients in 
Vs & Pm2 are 
eliminated 
almost totally 
30% Torque 
step 
Unstable Stable Stable Stable 
Wind gust for 
2sec 
Stable 
Large  
*Stable 
*Larger transients 
exist in Pm2 
*Stable 
*Larger transients 
exist in Pm2 
*Stable 
*Transients in 
Pm2 are 
eliminated 
almost totally 
Three-phase 
fault of 150ms 
at grid 
connection 
point 
Unstable *Stable 
*Larger transients 
exist in slip, Vs & 
Pm2 
*Stable 
*Larger transients 
exist in slip, Vs & 
Pm2 
*Stable 
*Transients in 
slip, Vs & Pm2 
are eliminated 
almost totally 
Three-phase 
fault of 625ms 
at grid 
connection 
point 
Unstable Unstable *Stable 
*Larger transients 
exist in slip, Te 
and Pm2 
*Stable 
*Transients in 
slip, Te & Pm2 
are eliminated 
almost totally 
 
 
 
CHAPTER 5 
 
WIND GENERATORS IN MULTIMACHINE POWER SYSTEM 
 
 
A detailed nonlinear model of multimachine power system comprising of arbitrary 
number of synchronous generators, induction generators and loads is presented in this 
chapter. This is followed by a small-excursion linearized model. This model permits to 
formulate a multimachine power system of arbitrary topology with any number of 
interconnected synchronous and asynchronous generators.  
 
 
5.1 GENERALIZED MULTIMACHINE SYSTEM CONFIGURATION 
Wind farms may be located at different geographical areas having different wind 
conditions like different wind speed, air density. In addition, the size of wind turbines, 
and ratings of the induction generators may be different. Depending on the local 
conditions, induction generators operating slip at different wind farms may differ. 
Formulation of such wind farms along with the AC system is given below. 
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1IG
( 1)B n mV − +
mIG
B nV
1SG
1BV
pSG
( )B n mV −
2IG
(
2)
B n mV − +
2SG
2BV
bY
Reduced
Y bus
 
Figure  5.1: A general multimachine AC system including several wind generators 
 
Fig 5.1 shows a general multimachine power system where several wind farms are 
at different operating conditions. For the convenience of mathematical formulation and 
subsequent numerical simulation, machines (MCs) are numbered in such a way that the 
synchronous generators (SGs) come first and then the induction generators (IGs).  
1 2 3 1 2
1 2 3 1 2
p p p n
p m
MC ,MC ,MC ,.......MC ,MC ,MC ,.......MC
SG ,SG ,SG ,.......SG ,IG ,IG ,.......IG
+ +⎡ ⎤⎣ ⎦
⎡ ⎤= ⎣ ⎦
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Where, n = Total number of machines, (SG + IG) 
m = Total number of wind farms i.e. equivalent induction generators (IGs) 
p = (n – m) = Total number of synchronous generators (SGs) 
 
It is considered that each generator has a local load (Y11=g11+jb11) and connected to the 
network bus through a transmission line having impedance ZLine = R + jX as shown in Fig 
5.2. Capacitive susceptance (bc) required for the steadystate excitation of induction 
generator is considered to be included with b11. 
 
SI
LI
LOI
LineZ
Generator
(SG or IG) BnV
11Y
tV
Multimachine
ACsystem
 
Figure  5.2: Line and load modeling for each generator  
 
5.2 LOAD AND LINE MODELING 
For a realistic model of the load it is necessary to estimate qualitatively and quantitatively 
its composition, the nature of the load components and their percentage in the total load. 
In the simplest but common case, the whole load or part of this can be modeled as an 
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impedance  ܼ௅ ൌ ܴ௅ ൅ ݆߱ܮ௅. When the active load PL and reactive load QL are known at 
steady state, the values of resistance and reactance can be obtained from the relation,  
  ௅ܲ ൅ ݆ܳ௅ ൌ | ௧ܸ|ଶ ௅ܻכ       (5.1) 
The * denotes the conjugate of the load admittance YL.  
The transmission line components and loads are considered to be in quasi-static 
state whose voltage current phasors are considered to be rotating at synchronous speed 
(ωo) and written in network D-Q frame of reference. The network admittance matrix can 
be reduced to obtain Yred with dimension n×n, where n is the number of power system bus 
bars where current is injected. Eliminating all the load buses, the vector of currents 
injected to the network buses is given by: 
LN red BNI Y V=        (5.2) 
Where ILN is a vector of injected currents from the generators and VBN is the resulting bus 
voltages. Separating the contributions from synchronous generators (sg) and induction 
generators (ig), the above can be written as – 
   
1 2
3 4
sg sg
ig ig
I VY Y
I VY Y
⎡ ⎤ ⎡ ⎤⎡ ⎤=⎢ ⎥ ⎢ ⎥⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦      (5.3) 
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5.3 SYNCHRONOUS GENERATOR MODEL 
Considering transient saliency (i.e. x′d ≠ x′q), each synchronous generator is represented by 
the following 5th order model 
5. 
1 ( )q fd q d d ds
do
e E e x x i
T
′ ′ ′⎡ ⎤= − − −⎣ ⎦′?      (5.4) 
6. 
1 ( )d d q q qs
qo
e e x x i
T
′ ′ ′⎡ ⎤= − + −⎣ ⎦′?
      (5.5) 
7. 
[ ]1ω
2 m e D
T T T
H
= − −?
       (5.6) 
8. δ ω ω ω (ω 1)b b= ∆ = −?        (5.7) 
9. 
1 ( )fd A ref t fd
A
E K v v E
T
⎡ ⎤= − −⎣ ⎦?       (5.8) 
Where the stator voltage and currents are related through 
10. 
ds s ds q qs d
qs s qs d ds q
v r i x i e
v r i x i e
′ ′= − + + ⎫⎪⎬′ ′ ⎪= − − + ⎭        (5.9) 
11. 
2 2
t ds qsv v v= +  
The electromagnetic torque (Te) and damping torque (TD) are computed as (5.10) and 
(5.11) respectively 
12. ( )e d ds q qs q d ds qsT e i e i x x i i′ ′ ′ ′= + + −       (5.10) 
(ω 1) ωDT D D= − = ∆         (5.11) 
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Note that generator output currents ids and iqs are non-state variable and they have to be 
expressed in terms of the quantities of the rest of the network. 
 
5.4 INDUCTION GENERATOR MODEL 
For induction generator, reduced order model as described in Chapter 3, is considered in 
the multimachine modeling for ease of aggregation/ inclusion with the other components 
of the multimachine system. The model equations are rewritten here as below - 
1 ( ) ω ωmq q ss ds b d b dr
o rr
xe e x x i s e v
T x
′ ′ ′ ′⎡ ⎤= − + − − +⎣ ⎦′?    (5.12) 
1 ( ) ω ωmd d ss qs b q b qr
o rr
xe e x x i s e v
T x
′ ′ ′ ′⎡ ⎤= − − − + −⎣ ⎦′?    (5.13) 
ds s ds qs d
qs s qs ds q
v r i x i e
v r i x i e
′ ′= − + + ⎫⎪⎬⎪′ ′= − − + ⎭
      (5.14) 
e d ds q qsT e i e i′ ′= +         (5.15) 
Neglecting damping terms the two-mass model of the drive-train can be simplified as: 
2 tt m s s
d
H T K
dt
ω θ= −        (5.16) 
2 rg s s e
dH K T
dt
ω θ= −        (5.17) 
93 
 
( )s b t r
d
dt
θ ω ω ω= −         (5.18) 
The symbols are as used in Chapter 3. 
 
Models of the various components of the asynchronous-synchronous system 
presented have to be linked together and solved to study the dynamic behavior of the 
system. Since the equations for the various components are written in their own ‘frame of 
reference’, they have to be converted to a common frame. The inclusion of the 
asynchronous devices often poses a challenge. In more general case of a power system the 
transmission network is not neglected and an arbitrary number of synchronous generators 
and/or asynchronous machines are connected at each bus bar. The difference between the 
machine reference frames implies normally a large amount of consecutive intermediate 
calculations in order to calculate machine stator currents. The intermediate calculations 
are eliminated by inclusion of general transformation matrix. 
In a multimachine all-AC system, the individual machine equations in their own d-q 
are related to the network frame D-Q quantities through the relationship 
  ሾܯሿ஽ொ ൌ ሾܶሿሾܯሿௗ௤       (5.19) 
M may be either V or I. The transformation matrix T is [62] 
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1
2
( 1)
( )
2
( )
2
1
( )
2n
j
j
j
e
eT
e
πδ
πδ
πδ −
−
−
−
⎡ ⎤⎢ ⎥⎢ ⎥⎢ ⎥= ⎢ ⎥⎢ ⎥⎢ ⎥⎢ ⎥⎣ ⎦
?
    (5.20) 
Note that both synchronous machine d-q frames as well as the network D-Q frames are 
considered to rotate at synchronous speed. 
The induction generator d-q coordinates are in arbitrary reference frames. Since it is 
arbitrary, the d-axis can be assumed to be aligned with the stator voltage (Machine 
Frame) with the network coordinates (Network Frame), or some other suitable references 
[49, 62]. The asynchronous induction generator equations can be integrated with the 
synchronous devices through the T1 matrix given in (5.20) with the introduction of 
induction generator angle δ satisfying the relationship, 
    ߜ௜ ൌ
గ
ଶ
൅ ܽݎ݃ሺ ௜ܸሻ     (5.21) 
The phasor diagram showing the definitions of the rotor angles for the synchronous 
as well as the induction machines are shown in Fig 5.3 below. 
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Figure 5.3: Graphical representation of the relation between network (D-Q) and 
machine (d-q) reference frames of (a) synchronous and (b) asynchronous machines 
 
Observe that rotor angle δ of both synchronous as well as induction machines is the 
angle between the D-axis of the network frame and q-axis of each machine. As in the case 
of synchronous system, the induction generator angle can be obtained from the 
relationship,  
    ߜሶ ൌ ߱௢∆߱ோ      (5.22) 
where  ∆߱ோ ൌ
ఠೃିఠ೚
ఠ೚
 
One of the fundamental differences between the synchronous and asynchronous 
systems is that because of the synchronizing torque, the synchronous generator will be 
pulled together and they will stabilize at the common frequency following a contingency. 
The asynchronous machines, on the other hand, may not be able to restore original system 
frequency because of lack of synchronizing forces. This may let the machine settle at a 
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speed or slip other than nominal. This would mean the induction generator will continue 
to grow dragging asynchronous system frame. Since all the phasors will be drifting, it will 
have no impact on power flow (real and reactive) of the system. However, the phase drifts 
may continue to pump transients to synchronous devices in the system. It is for this 
reason that if asynchronous generators are to be integrated with multimachine system they 
need to be equipped with mechanical or electromechanical device for automatically 
controlling the speed by relating the input and output of the generator. For a constant 
setting of the speed changer the static increase in generator output is directly proportional 
to static frequency droop. After the primary control function, which brings the system to 
an equilibrium state with a permanent frequency error, a secondary control is needed 
which eventually establishes nominal rotational speed by eliminating the static frequency 
error. The device which performs action is called the frequency error signal integrator 
[105]. This of course, implies that the wind generation system should have auxiliary 
power source to supply the difference. 
In order to keep the analysis simple at this stage, it is assumed that an addition 
power/frequency controller is not implemented. This will yield a constant δ angle for the 
induction generator, and its voltage current phasors can be expressed either in machine 
frame or network frame. In the subsequent analysis, the induction generators are 
expressed in their own arbitrary frames which align with the network (D-Q) frame. The 
transformation matrix T1, contains only the synchronous generator rotor angles. Equation 
(5.3) can then be written as  
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1 1
1 1 1 1 2
3 1 4
dq dq
sg sg
dq dq
ig ig
I VT YT T Y
I VY T Y
− −⎡ ⎤ ⎡ ⎤⎡ ⎤⎢ ⎥ ⎢ ⎥⎢ ⎥=⎢ ⎥ ⎢ ⎥⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦
    (5.23) 
Where,  
1 1
1 1 1 1 2
3 1 4
; ;
dq dq
sg sg
LN BN mdq dq
ig ig
I V T YT T Y
I V Y
I V Y T Y
− −⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= = =⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦
 
Equation (5.23) can be written in more compact form as 
LN m BNI Y V=        (5.24) 
Breaking ILN, VBN, Ym into real and imaginary parts and collecting terms (5.24) can be 
written as 
LNd BNdm m
LNq BNqm m
I VG B
I VB G
−⎡ ⎤ ⎡ ⎤⎡ ⎤⎢ ⎥ ⎢ ⎥= ⎢ ⎥⎢ ⎥ ⎢ ⎥⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦
      (5.25) 
 
In the following, generalized expression for the non-state variables ids and iqs are 
obtained in terms of system states chosen. Once these are obtained, expression for current 
dependent variables like terminal voltage, power, etc. are derived in terms of state 
variables. The generalized procedure followed is : 
i) Obtain the voltage-current relationship from the machine side 
ii) Obtain those from the network side 
iii) Solve the non-state quantities using (i) and (ii) simultaneously 
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Looking from the machine side 
Current injected to the ith network bus 
11L s tI I VY= −         (5.26) 
Breaking IL & IS into d-q coordinates and writing Y11 = g11 + jb11, we can get 
11 11
11 11
ds Ld ds
qs Lq qs
i I vg b
i I vb g
−⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= + ⎢ ⎥⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦
     (5.27) 
Substitute (5.27) into the stator equation (5.9) and solve for vds and vqs as 
1 1 1[ ] [ ]
ds d Ld
qs q Lq
v e I
C C A
v e I
′⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= −′⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦
       (5.28) 
Where, 
1 1 1[ ]C inv I A B= +  
1
s q
d s
r x
A
x r
′−⎡ ⎤= ⎢ ⎥′⎢ ⎥⎣ ⎦
;  
11 11
1
11 11
g b
B
b g
−⎡ ⎤= ⎢ ⎥⎢ ⎥⎣ ⎦
. 
The terminal voltage equation for ith machine is, 
12B t LV V z I= −         (5.29) 
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The above equation can be written in d-q coordinate as 
Bd ds Ld
Bq qs Lq
V v IR X
V v IX R
−⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= − ⎢ ⎥⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦
      (5.30) 
Substitute vds & vqs from (5.28) into (5.30) to get, 
1 1 1 1[ ] [ ]
Bd d Ld
Bq q Lq
V e I
C D C A
V e I
′⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= − +′⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦
      (5.31) 
Where,  
1
R X
D
X R
−⎡ ⎤= ⎢ ⎥⎢ ⎥⎣ ⎦
 
Equation (5.31) is for individual machine and its d-q components can be separated as 
11 12 21 22
13 14 23 24
Bd d q Ld Lq
Bq d q Ld Lq
V k e k e k I k I
V k e k e k I k I
′ ′= + − −
′ ′= + − −
    (5.32) 
here, k11, k12, k13, k14, k21, k22, k23, and k24 are scalars whose value depends on system 
impedances and admittances. For n number of machine buses, the vector of bus voltages 
can be written as 
11 12 21 22
13 14 23 24
BNd d LNd
BNq q LNq
V E IK K K K
V E IK K K K
′⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= −⎢ ⎥ ⎢ ⎥′⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦
  (5.33) 
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Where, 
1 2[ , ,....... ]
T
BNd Bd Bd BdnV V V V= ;   1 2[ , ,....... ]TBNq Bq Bq BqnV V V V= ; 
1 2[ , ,....... ]
T
d d d dnE e e e′ ′ ′ ′= ;   1 2[ , ,....... ]Tq q q qnE e e e′ ′ ′ ′= ;  
1 2[ , ,....... ]
T
LNd Ld Ld LdnI I I I= ;  1 2[ , ,....... ]TLNq Lq Lq LqnI I I I= ;  
K11, K12, K13, K14, K21, K22, K23, and K24 are diagonal matrices whose elements are 
respectively k11, k12, k13, k14, k21, k22, k23, and k24 of each machine as mentioned in 
(5.32). 
 
Finally, substituting VBNd and VBNq from (5.33) into (5.25) we obtain 
2 2 2[ ]
LNd d
LNq q
I E
D A B
I E
′⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥= ′⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦
       (5.34) 
 
Where,  
2 2 2( )D inv I A C= +  
2
m m
m m
G B
A
B G
−⎡ ⎤= ⎢ ⎥⎢ ⎥⎣ ⎦
; 
11 12
2
13 14
K K
B
K K
⎡ ⎤= ⎢ ⎥⎢ ⎥⎣ ⎦
; 
21 22
2
23 24
K K
C
K K
⎡ ⎤= ⎢ ⎥⎢ ⎥⎣ ⎦
 
By substituting (5.34) in (5.28) an expression for Vds and Vqs, in terms of system states 
can be obtained as: 
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1
ds d
qs q
V E
f
V E
′⎛ ⎞⎡ ⎤ ⎡ ⎤⎜ ⎟⎢ ⎥ ⎢ ⎥= ⎜ ⎟′⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦⎝ ⎠
              (5.35) 
Similarly, by substituting (5.34) & (5.35) in (5.27) an expression for Ids & Iqs in terms of 
states can be obtained as 
2
ds d
qs q
I E
f
I E
′⎛ ⎞⎡ ⎤ ⎡ ⎤⎜ ⎟⎢ ⎥ ⎢ ⎥= ⎜ ⎟′⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦⎝ ⎠
                (5.36) 
 
The set of differential equations (5.4 – 5.8), (5.12 – 5.13), (5.16 – 5.18) and the algebraic 
equations (5.35) & (5.36) can be combined together to obtain state model of 
multimachine power system with wind infeed as: 
( )x f x=?          (5.37) 
where, [ ω δ ω θ ]Tq d r fd t sx E E E′ ′ ′= . 
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5.5   LINEARIZED MODEL OF MULTIMACHINE WIND GENERATOR 
SYSTEM  
The linearization of the dynamic equations (5.4 - 5.8), (5.12, 5.13), (5.16 - 5.18) require 
small perturbation expressions for non-state variables ids and iqs. Though closed form 
expressions of these variables have been obtained in the previous sections, obtaining the 
perturbation model directly is difficult, though not impossible. The reasons for this are: 
(a) The transformation matrix T1 required in formulating admittance matrix is δ 
dependant 
(b) The coefficients of the state variables in the expressions for ids and iqs are 
complicated expressions involving inverses of state dependent matrices. Getting 
small perturbation expressions for such terms is not easy. 
The procedure used in linearization of the system equations goes back to the deriving 
equations of the multimachine system. The linearized model is then rebuilt from the 
fundamental voltage current relations. 
 
5.5.1 Derivation of Stator Currents 
Rewriting (5.23) 
1 1
1 1 1 1 2
3 1 4
dq dq
sg sg
dq dq
ig ig
I VT YT T Y
I VY T Y
− −⎡ ⎤ ⎡ ⎤⎡ ⎤⎢ ⎥ ⎢ ⎥⎢ ⎥=⎢ ⎥ ⎢ ⎥⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦
      (5.38) 
103 
 
Here, T1 matrix contains the state variable δ. Considering δ=δ0+∆δ, from (5.20) we can 
write  
 
πδ
πδ
δ
δ
δ
10
sg 0
j( )
2
1
1 0
j( ) sg2
e
T j jT
e
−
−
⎡ ⎤ ⎡ ⎤∆⎢ ⎥ ⎢ ⎥⎢ ⎥∆ = = ∆⎢ ⎥⎢ ⎥ ⎢ ⎥∆⎢ ⎥ ⎣ ⎦⎢ ⎥⎣ ⎦
? ?
   (5.39)
 
 
Similarly, 
10
0
πδ
2
1
1 1
1 0
πδ
2
δ
δ
δsg
j( )
j( ) sg
e
(T ) j jT
e
− −
− −
− −
⎡ ⎤ ⎡ ⎤∆⎢ ⎥ ⎢ ⎥⎢ ⎥∆ = − = − ∆⎢ ⎥⎢ ⎥ ⎢ ⎥∆⎢ ⎥ ⎣ ⎦⎢ ⎥⎣ ⎦
? ?  (5.40) 
 
From (5.38), (dropping the superscript dq) 
1 1 1
0 1 0 0 1 1 0 1 1 0 0
1 1
0 2 1 2 0
{ ( ) ( ) }
{ ( ) }
sg sg sg sg
ig ig
I T YT V T Y T V T YT V
T Y V T Y V
− − −
− −
∆ = ∆ + ∆ + ∆
+ ∆ + ∆
   (5.41) 
 
Substituting (5.39) and (5.40) in (5.41) we can write 
1 3 2 δsg sg igI m V m V m∆ = ∆ + ∆ + ∆       (5.42) 
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Similarly, 
4 5 6δig sg igI m V m m V∆ = ∆ + ∆ + ∆       (5.43) 
Where,  
1
1 0 1 0
1 1 1
2 0 1 0 0 0 1 0 0 0 2 0
1
3 0 2
{( ) ( ) (( ) ) ( )}sg sg sg
m T YT
m j T YT diag V diag T YT V diag T Y V
m T Y
−
− − −
−
=
= − −
=
 
4 3 0 5 3 0 0 6 4; ( ) ( ));sgm Y T m j Y T diag V m Y= = =  
 
Breaking the system voltages, currents, and the expressions for m1, m2, m3, m4, m5, m6 
into d-q components, (5.42) and (5.43) can be expressed in a compact form, 
δd d yx x
q q yx x
I V GG B
I V BB G
∆ ∆−⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎡ ⎤= + ∆⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥∆ ∆⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦      (5.44) 
Where,  
1 3 1 3
4 6 4 6
;x x
m m m m
G real B imag
m m m m
⎛ ⎞ ⎛ ⎞⎡ ⎤ ⎡ ⎤⎜ ⎟ ⎜ ⎟= =⎢ ⎥ ⎢ ⎥⎜ ⎟ ⎜ ⎟⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦⎝ ⎠ ⎝ ⎠
 
2 2
5 5
;y y
m m
G real B imag
m m
⎛ ⎞ ⎛ ⎞⎡ ⎤ ⎡ ⎤⎜ ⎟ ⎜ ⎟= =⎢ ⎥ ⎢ ⎥⎜ ⎟ ⎜ ⎟⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦⎝ ⎠ ⎝ ⎠
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Repeating the steps of section 5.5, the perturbed generator terminal voltage equations are, 
1
1
d d ds q
q q qd s
V I ER X
V I EX R
′∆ ∆ ∆−⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎡ ⎤= +⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥ ′∆ ∆ ∆− −⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦      (5.45) 
Where,  
1 1( ); ( ); ( )s s d d q qR diag r X diag x X diag x′ ′= = =  
Substituting (5.45) in (5.44), the expressions for the small perturbation of currents can be 
written as 
3 3 3 3[ ][ ] [ ][ ] δ
d d
q q
I E
D A D C
I E
′∆ ∆⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥= + ∆′⎢ ⎥ ⎢ ⎥∆ ∆⎣ ⎦ ⎣ ⎦
     (5.46) 
Where,  
3 3 3( )D inv I A B= + ;        3
y
y
G
C
B
⎡ ⎤= ⎢ ⎥⎣ ⎦  
3
x x
x x
G B
A
B G
−⎡ ⎤= ⎢ ⎥⎣ ⎦ ;    
1
3
1
s q
d s
R X
B
X R
−⎡ ⎤= ⎢ ⎥⎣ ⎦      
 
Substituting ∆Id & ∆Iq, the d-q components of the perturbed stator voltage can be 
expressed as  
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( )3 3 3 3 3 3[ ] [ ] δd d
q q
V E
I B D A B D C
V E
′∆ ∆⎡ ⎤ ⎡ ⎤= − − ∆⎢ ⎥ ⎢ ⎥′∆ ∆⎣ ⎦ ⎣ ⎦     (5.47) 
 
5.5.2 Linearization of Machine Dynamic Equations 
The small-perturbation equations of the generator internal voltage ݁ௗᇱ  and ݁௤ᇱ  of the 
synchronous generators are,  
1 1[ ( )] [ ( )] [ ( )]d dqsg fd qsg dsg
do do do
x xE diag E diag E diag I
T T T
′−′ ′∆ = ∆ − ∆ − ∆′ ′ ′?   (5.48) 
1[ ( )] [ ( )]q qdsg dsg qsg
qo qo
x x
E diag E diag I
T T
′−′ ′∆ = − ∆ + ∆′ ′?    (5.49) 
While these for the induction generators are  
1 ( )( ) ( ) ( ω )
(ω ) ω
ss
qig qig dig o s dig
o o
s digo r
x xE diag E diag I diag s E
T T
diag E
′−′ ′ ′∆ = − ∆ − ∆ − ∆′ ′
′− ∆
?
    
(5.50) 
1 ( )( ) ( ) ( ω )
(ω ) ω
ss
dig dig qig o s qig
o o
s qigo r
x xE diag E diag I diag s E
T T
diag E
′−′ ′ ′∆ = − ∆ − ∆ − ∆′ ′
′− ∆
?
  (5.51) 
Note that, ωr s∆ = −∆ . 
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Substituting the expressions for ∆Id and ∆Iq from (5.46) in the above, generalized form of 
the internal voltage equations for both the synchronous and induction generators can be 
written as,  
11 12 13 14 15
21 22 23 24
ω
δ 0
s s q s s r sq
fd
s s d s sd
A A E A A AE
E
A A E A AE
′∆′⎡ ⎤ ∆∆ ⎡ ⎤ ⎡ ⎤ ⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥ = + + ∆⎢ ⎥ ⎢ ⎥ ⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥ ′∆′ ⎢ ⎥ ⎢ ⎥ ⎢ ⎥ ∆⎢ ⎥ ⎢ ⎥∆ ⎣ ⎦ ⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦⎣ ⎦
?
?  (5.52) 
The expressions for the coefficients As11, As12, As13, As14, As15, As21, As22, As23, 
As24 are given in Appendix E. 
 
The speed/swing equation of the generators contain a non-state term Te. The small 
perturbation form of this equation is 
0 0 0 0 0 0{ ( ) } { ( ) }e d d q q d q d q d q q d d qT i e i e e x x i i e x x i i′ ′ ′ ′ ′ ′ ′ ′∆ = ∆ + ∆ + + − ∆ + + − ∆  (5.53) 
Substituting the expressions for ∆Id and ∆Iq in (5.53), we write 
31 32 34
1 δe s q s d sT A E A E AM
′ ′− ∆ = ∆ + ∆ + ∆       (5.54) 
 
To get a closed form representation and also to get the small perturbation model, the wind 
turbine output Tm needs to be written as an explicit form which is a function of rotor 
speed. For a particular wind speed, the turbine output torque Tm vs. speed data is 
converted to an expression like the following through a curve fitting technique. 
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1( ,ω) (1) (2) ........... ( )Order OrdermT mech C Speed C Speed C Order
−= × + × + +  
where ‘Order’ is the order of the polynomial. The perturbation of turbine torque is written 
as,  
1 2( ,ω) [ (1) 0 (2) ( 1) 0Order OrdermT mech C Order Speed C Order Speed
− −∆ = × × + × − ×
 
........... ( 1)] TC Order Speed C Speed+ + − ∆ = ∆   (5.55) 
 
Substituting (5.54) & (5.55) in the small perturbation for of the speed equation, 
31 32 33 34 36ω ω δs q s d s s u mA E A E A A B T′ ′∆ = ∆ + ∆ + ∆ + ∆ + ∆?    (5.56) 
The expressions for the coefficients As31, As32, As33, As34, Bu36, are given in Appendix E. 
 
The small perturbation form of rotor angle equation is  
43δ ωsA∆ = ∆?           (5.57) 
The variation of terminal voltage equation is  
00
0 0
qd
t d q
t t
vvv v v
v v
∆ = ∆ + ∆         (5.58) 
Substituting ∆vd and ∆vq from (5.47) in (5.58) gives 
51 52 54 δA t s q s d s
A
K v A E A E A
T
′ ′− ∆ = ∆ + ∆ + ∆      (5.59) 
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The small perturbation form of field voltage equation is  
1 1( ) A Afd A ref t fd ref t fd
A A A A
K KE K v v E v v E
T T T T
⎡ ⎤∆ = ∆ − ∆ − ∆ = ∆ − ∆ − ∆⎣ ⎦?  (5.60) 
 
Substitute (5.56) in (5.57) to get, 
51 52 54 55 55δfd s q s d s s fd u refE A E A E A A E B v′ ′∆ = ∆ + ∆ + ∆ + ∆ + ∆?    (5.61) 
 
Combining all the state equations, the linearized model of the entire system is given by 
sysX A X BU= +?          (5.62) 
where, [ ω δ ω θ ] and [ ]T Tq d fd t t m refX E E E U T V′ ′= ∆ ∆ ∆ ∆ ∆ ∆ ∆ = ∆ ∆  
The system matrix Asys is given in Appendix E. 
 
 
  
CHAPTER 6  
 
SIMULATION RESULTS FOR THE MULTIMACHINE 
SYSTEM  
 
 
This chapter presents simulation studies for the multimachine system model developed. 
The following cases have been considered: 
• A 4 machine 12 bus system 
• 10 machine 39 bus New England system 
 
6.1 COMPUTATIONAL PROCEDURE FOR MULTIMACHINE SYSTEM 
With the generation and load data along with transmission line parameters, load-flow 
analysis was carried-out to determine bus voltage and power injected into each bus at 
steady-state. In the load flow analysis, the induction generator (IG) is represented as a PV 
bus [106]. With the load-flow solution, steady-state analysis is performed to determine 
initial slip and reactive power consumed by the IG [46]. At the IG terminal appropriate 
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reactive power is provided by a fixed capacitor such that at steady-state the induction 
generator operates at unity power factor mode (i.e. Qig=0). Also, with the obtained 
loadflow solution, the generators are initialized by solving its set of differential-algebraic 
equations with all time derivatives set equal to zero. The steps followed in the simulation 
procedure are shown in the flow diagram of Fig. 6.1. In this diagram the symbol ig stands 
for induction generator. Ybf, Ydf and Ypf represent reduced Ybus of the network at before 
fault, during fault and post fault respectively. All types of damping were disregarded to 
obtain worse scenario.  
 
6.2 SIMULATION OF 4-MACHINE 12-BUS SYSTEM 
The multimachine system shown in Fig. 6.2 was simulated for studying the dynamic 
performance of the system.  Time-domain simulations were carried out with the 
multimachine non-linear model developed in Chapter 5. For dynamic analysis, the 
following two cases were considered - 
(a) All the four machines in the system are synchronous generators 
(b) Machine at bus # 4 is replaced by an equivalent wind generator. 
For comparison purposes, a base case is considered where all the four machines in the 
system are synchronous generators, i.e. a synchronous generator of equivalent capacity 
replaces the machine at bus 4. Generation and load data for the base case are given in 
Appendix B. Line data and generator parameters are also provided there.  
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Figure 6.1: Transient analysis flow diagram for multimachine power system with wind 
power infeed. 
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Figure 6.2: A 4-machine 12-bus system configuration 
 
 
For the base-case it is assumed that 75 MW is supplied by the wind farm which has 50 
generators with capacity of 2 MW each. This is approximately 23% wind-power share in 
the total generation. Equivalent model parameters of the wind-farm determined through 
the aggregation technique mentioned in Appendix F. It is assumed that the wind-farm is 
not provided with dynamic reactive power compensation, and wind-farm protection was 
not included. 
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6.2.1 Simulation Results 
Transient behavior of the wind power integrated multimachine system has been 
investigated in different system configurations and disturbances. The impact of 
connection of induction generator through a weak as well as strong network connection 
has been examined and reported in the publication [107, 108]. It is observed that an 
induction generator does not pose additional transient stability problems if it is connected 
through a strong tie line. However, for a weak network connection, system instability may 
be initiated because of induction generator terminal voltage collapse under some 
disturbance conditions.  
 
In this section, transient behavior of the wind generation system is investigated in 
different loading scenarios and fault clearing time. The responses are compared with ‘all 
synchronous generator’ cases. 
 
A bolted 3-phase fault is simulated at bus 10, and it is cleared after 83 ms (a 5 cycle 
fault) by tripping the line 10 – 6. The responses are displayed through Figs 6.3 -6.5. For 
the base-case loading (Pg4 = 0.75 pu) and all Sync Gen case, it is observed that the system 
is stable. The terminal voltage recovers smoothly and machines’ speed deviations 
diminish with time as shown in Fig 6.3. But when wind generator comes in with the same 
loading, induction generator fails to survive this fault as can be seen from Figs 6.4 & 6.5. 
Induction generator terminal voltage collapses, which results in failure of the 
development of electromagnetic torque (Te) and corresponding power output (Pe) as can 
be seen in Fig 6.4. But the mechanical input torque Tm of the wind turbine does not 
change rapidly during the short interval. As a result, the induction generator accelerates 
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rapidly due to large difference between the mechanical and electrical torques as shown in 
Fig 6.5. The wind generator becomes unstable and requires to be disconnected from the 
power system. This temporary shutdown of induction generator may result in imbalance 
of generation and demand. In the absence of enough spinning reserve this may endanger 
the operation of other synchronous machines. 
 
 
 
Figure 6.3: Generator terminal voltage variations, and deviations in rotor angular speed 
(∆ω) when a three-phase fault at bus 10 is cleared after 83ms by opening the line 6-10. 
All Synchronous Generator case. Pe4=0.75 pu. 
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Figure 6.4: Variation of generator terminal voltage, and output power corresponding to 
fault mentioned in Fig. 6.3. Wind generation case. Pe4=0.75 pu. 
 
 
Figure 6.5: Induction generator electromagnetic torque and rotor speed variation 
corresponding to Fig. 6.4.  
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In the wind generation case, it is found that the network could tolerate the fault clearing 
time 83 ms only when the output of the induction generator is reduced to 70 MW as 
shown in Figs 6.6. The terminal voltage of IG is recovered marginally and the power 
swing of the machines also diminishes with time. 
 
With regard to fault clearing time, it is observed that 0.70 pu loaded wind generator 
cannot survive even 6 cycles fault (100 ms) as can be seen in Figs 6.7. Whereas in the 
same network, ‘All SG’ case, 0.75 pu loaded G4 can withstand 150 ms ( 9 cycle fault) 
easily as can be seen in Figs 6.8. 
 
 
 
Figure 6.6: Variation of generator terminal voltage, and power output  when the 3-phase 
fault on bus 10 is cleared after 83 ms by opening the line 6-10. Wind generation case. Pe4 
= 0.70 pu. 
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Figure 6.7: Variation of generator terminal voltage, and slip of IG when the 3-phase fault 
on bus 10 is cleared after 100 ms. Wind generation case. Pe4 = 0.70 pu. 
 
 
 
 
Figure 6.8: Generator electromagnetic torque and rotor speed deviation of SG when the 
fault at bus 10 is cleared after 150ms by opening the line 10-6. All SG case. Pe4=0.75 pu. 
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The loss of wind generation due to IG terminal voltage collapse is not only due to the 
fault at PCC (bus 10), but it may happen because of fault at other locations in the grid as 
shown in Figs 6.9-6.12. A 3-phase fault at bus 4 of duration 100 ms (self clearing type) 
caused voltage collapse which resulted in power swing in all remaining 3 SGs as shown 
in Figs 6.9 & 6.10. Similar voltage collapse also took place when a self clearing type 3-
phase fault of 150ms duration appeared at bus 5 as well as 10. Although the severity of 
fault is similar to Fig 6.11, but power swing is much less as can be seen in Fig 6.12. This 
is attributed to the location of the fault which is now close to the asynchronous generator.  
 
 
 
Figure 6.9: Generator terminal voltage responses and induction generator slip variations 
when fault at bus 4 is cleared after 100ms (self cleared). Wind generation case. Pe4=0.75 
pu. 
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Figure 6.10: Generator output power variations when fault at bus 4 is cleared after 100ms 
(self cleared). Wind generation case. Pe4=0.75 pu. 
 
 
 
 
 
0 0.5 1 1.5 2 2.5 3 3.5 4 4.5 5
0.4
0.6
0.8
1
1.2
1.4
1.6
1.8
P
e 
of
 S
G
1 
(p
u)
time, (sec)
0 0.5 1 1.5 2 2.5 3 3.5 4 4.5 5
0.4
0.6
0.8
1
1.2
1.4
1.6
1.8
time, (sec)
P
e 
of
 S
G
2 
(p
u)
0 0.5 1 1.5 2 2.5 3 3.5 4 4.5 5
0.4
0.5
0.6
0.7
0.8
0.9
1
time, (sec)
P
e 
of
 S
G
3 
(p
u)
0 0.5 1 1.5 2 2.5 3 3.5 4 4.5 5
-0.6
-0.4
-0.2
0
0.2
0.4
0.6
0.8
1
1.2
time, (sec)
P
e 
of
 IG
 (p
u)
121 
 
 
Figure 6.11: Generator output power variations when fault at bus 5 is cleared after 150ms 
(self cleared). Wind generation case. Pe4=0.75 pu. 
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Figure 6.12: Generator output power variations when fault at bus 10 is cleared after 
150ms (self cleared). Wind generation case. Pe4=0.75 pu. 
 
 
 
 
6.3 SIMULATION OF 10 MACHINES NEW ENGLAND SYSTEM 
10 machine 39 bus New England system is very well known to many power system 
researchers. In present work, this system used to study the dynamic behavior of a 
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0 1 2 3 4 5
0
0.5
1
1.5
2
P
e 
of
 S
G
1 
(p
u)
time, (sec)
0 1 2 3 4 5
0
0.2
0.4
0.6
0.8
1
time (sec)
P
e 
of
 S
G
3,
 (p
u)
0 1 2 3 4 5
0
0.5
1
1.5
2
time (sec)
P
e 
of
 S
G
2 
(p
u)
0 1 2 3 4 5
-0.5
0
0.5
1
1.5
time (sec)
P
e 
of
 IG
, p
u
123 
 
TABLE 6.1 : Characteristics of the New England Test System 
System characteristics Value 
# of buses 39 
# of generators 10 
# of loads 19 
# of transmission lines 46 
Total generation 
6140.7MW 
1264.3 Mvar 
Total load 
6097.1MW 
1408.7 Mvar 
 
 
6.3.1 Incorporation of wind generation in the New England System 
Three synchronous generators (with generations mentioned in the bracket) G8 (775MW), 
G9 (540MW), G10 (260.4MW) are replaced by equivalent size of induction generators 
IG1, IG2, and IG3 respectively as shown in Fig 6.11. Equivalent model parameters of the 
wind-farm determined through the aggregation technique mentioned in Appendix F. The 
location of the wind generators are purposely chosen to have different impressions from 
the site selected. IG1 is connected at bus 8 which represents almost a radial connection of 
wind generators with the main grid. IG2 is connected at bus 9 which is very close to the 
swing generator, G1. This induction generator is supposed to receive maximum reactive 
power support from G1 at the time of crisis. IG3 is located at a moderate place connecting 
with bus 10. 
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Figure 6.13: Wind generation infeed to the New England System 
 
 
 
6.3.2 SIMULATION RESULTS 
Transient behavior the multimachine system shown in Fig 6.13 is studied following the 
simulation technique mentioned in section 6.1. Here the particular attention is the 
transient behavior of IG1, IG2, and IG3 when their operating points are different. For this 
purpose, it is considered that each component IG at wind parks 1, 2, and 3 are operated 
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respectively at 77.5%, 65%, and 54% of their rated value. The corresponding operating 
slip values are:  -1.37%, - 0.95% and -0.88% respectively.  
 A bolted 3-phase fault is simulated at bus 33, which is cleared after 150 msec by 
tripping the line 33-14. Fig 6.14, and Fig 6.15 show the terminal voltage, and angular 
speed responses respectively, when all the machines are synchronous generators. For 
clarity, plots of few machines are shown here. Others are of similar pattern. The smooth 
return of these variables to the pre-disturbance state show that the system is quite stable at 
this disturbance level.  
 
 
 
Figure 6.14:  Terminal voltage response following a 3-phase fault at bus 33 for 150 msec. 
The fault is cleared by tripping the line 33-14. All synchronous case. 
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Figure 6.15: Angular speed response with the fault condition mentioned in Fig 6.14. All 
synchronous case. 
 
 
For the same fault case, Fig 6.16 and Fig 6.17 show the terminal voltage response 
and electromagnetic torque response respectively with the wind generation system shown 
in Fig 6.13. For clarity electromagnetic torques (Te) of only IGs are shown in Fig 6.17. 
These show that three IGs are affected differently. IG1 is in the worst condition that fails 
to recover its terminal voltage. In effect, it lost development of electromagnetic torque 
(Te) as shown in Fig 6.17. Consequently, the rotor speed increases very rapidly as 
reflected by the slip variation shown in Fig 6.18. There are very slow decline of terminal 
voltage of IG2 and IG3. The corresponding changes in electromagnetic torque, and slip 
variations are also very minimal.  
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Figure 6.16:  Terminal voltage response with the fault condition mentioned in Fig 6.14. 
Wind generation case. 
 
 
 
Figure 6.17: Electromagnetic torque response with the fault condition mentioned in Fig 
6.14. Wind generation case. 
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Figure 6.18: Induction generator slip variations with the fault condition mentioned in Fig 
6.14. Wind generation case. 
 
 
 
The terminal voltage collapse of IG1 could be attributed to the heavier loading and longer 
electrical distance from the support swing generator (G1). To examine this, the operating 
conditions of the IG1 are reduced slightly such that each single IG in wind park 1 is 
generating about 60% of its rated power. The corresponding operating slip is -1.05%. 
With same grid fault, the transient responses for the present case are depicted in Fig 6.19 
– 6.21. They show induction generator terminal voltage response, variations in 
electromagnetic torque, and slip respectively. Fig 6.19 shows that although terminal 
voltages of all IGs returns to operating value, slower recovery is quite evident with IG1. 
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shown in Fig 6.22, which confirms the smooth return of the machines to the steady-state 
value.  
 
The piece of information obtained from this study is that, if a wind farm is located 
far from the swing generator or main grid, local dynamic reactive power support is very 
important for the survival of the IG during grid fault of reasonable duration. This 
arrangement for reactive power support would allow operation of IG near rated value. 
 
 
 
 
Figure 6.19:  Terminal voltage response with the fault condition mentioned in Fig 6.14. 
Wind generation case. 
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Figure 6.20: Induction generator electromagnetic torque response with the fault condition 
mentioned in Fig 6.14. Wind generation case. 
 
 
 
 
Figure 6.21: Changes in slip of IG1, IG2 and IG3 with the fault condition mentioned in 
Fig 6.14. Wind generation case. 
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Figure 6.22: Synchronous generator rotor speed deviation (∆ω) with the fault condition 
mentioned in Fig 6.14. Wind generation case. 
  
0 1 2 3 4 5 6 7 8 9 10
-4
-3
-2
-1
0
1
2
3
4
5
∆ω
, r
ad
/s
ec
time, (sec)
∆ω21 ∆ω61
132 
 
6.4 FREQUENCY DOMAIN ANALYSIS WITH 4-MACHINE 12-BUS SYSTEM 
To investigate the way in which the dynamic stability is influenced as the wind generation 
capacity is built up in stages to the full capacity situation, the wind generation of machine 
IG4 corresponding to Fig. 6.2, is gradually increased from lower value to higher value. 
The considered generations values are : 35MW, 55MW, 65MW, 75MW, 95MW, 
105MW, 115MW, and 125MW. These correspond to approximately 10.6% to 38% of 
total system generation which is 329.17 MW. The full transmission capacity of line is 
assumed to be available in all the cases. For each loading, eigenvalues of the system are 
determined in the following way –  
Following the technique mentioned in section 6.1, machine variables were 
initialized through loadflow solution and performing steady-state analysis. These steady-
state values determine the machines’ operating point. Eigenvalues are calculated around 
this operating point by using Amatrix of the linearized system. Modes of calculated 
eigenvalues are identified and contributions of individual state-variable to the modes are 
determined through participation factor method. Compilations of this information are 
presented graphically through Figs 6.23 – 6.26.  
 
6.4.1 System Eigenvalues when Machine 4 is a Synchronous Generator 
To observe the changes in the system eigenvalues when wind generation system is 
included, eigenvalues for ‘all synchronous generator case’ are also determined. Damping 
ratios of the oscillatory modes are calculated. Fig 6.23 shows the variation of individual 
mode damping-ratio with machine loading. From the participation factor analysis it is 
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identified that the upper 4 curves are associated with the excitation control of the 
generators. States contributing to this modes are Efd1 (λ13,14),  Efd2 (λ11,12),  Efd3 (λ7,8), Efd4 
(λ9,10). The damping-ratios of these modes are very high, close to unity.  Thus 
representing near non-oscillatory modes. Through participation factor analysis it is also 
identified that the lower 3 curves are associated with the electromechanical modes of the 
generators. States contributing to this modes are ω2 δ2 (λ1,2),   ω3, δ3 (λ3,4), ω4, δ4 (λ5,6). 
Damping ratios of these modes are less than 0.1.  Out of these, electromechanical mode 
associated with Generator 4 has the lowest damping ratio.  
 
Fig 6.24 shows the contour of eigenvalues with increased generator loading (G4). 
It is observed that all the eigenvalues lie in the left half of contour plot. This implies the 
AC system remains in dynamically stable condition throughout the span of loading 
variations on G4. Although Fig 6.24 shows damping ratios of the electromechanical 
modes decrease with generator loading, but the variations are fairly low.  
 
6.4.2 System Eigenvalues when Machine 4 is a Wind Generator 
Fig 6.25 shows the contour of eigenvalues as the share from wind generation increases. 
Damping ratios of the oscillatory modes are calculated. Fig 6.26 shows the variation of 
individual mode damping-ratio with machine loading. From the participation factor 
analysis it is identified that the upper 3 curves are associated with the excitation control of 
the synchronous generators. States contributing to these modes are Efd3 (λ13,14),  Efd2 
(λ11,12),  Efd1, Eq1 (λ9,10). The damping-ratios of these modes are very high, close to unity.  
Thus representing near non-oscillatory modes. Participation factor analysis also identifies 
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that out of lower 4 curves, 2 are associated with the electromechanical modes of the 
generators 2 and 3. States contributing to this modes are: ω2, δ2 (λ3,4),  and ω3, δ3(λ5,6),   
respectively. Damping ratios of these modes are less than 0.1.  The 3rd and 4th curves 
belong to wind generator system and represent damping-ratio of mode λ7,8 and λ1,2 
respectively. States contributing predominantly to these modes are turbine mechanical  ωt, 
θs (λ7,8) and rotor electrical E′q4 (λ1,2) respectively. 
 
 
 
Figure 6.23: Variation of individual mode damping ratio with the loading of Gen 4 is 
increased. All Synchronous Genenerator case. 
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Figure 6.24: Contour of system eigenvalues as the loading on Gen 4 is increased. All 
synchronous generator case. The arrow indicates the trajectory with increased loading on 
G4. 
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Figure 6.25: Contour of system eigenvalues as the wind generation increases. The arrow 
indicates the trajectory with increased loading on G4. 
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Figure 6.26: Variation of individual mode damping ratio with the increase of wind 
generation. 
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as the wind generation increases, λ18 moves towards the imaginary axis, and eventually 
enters to the right-half-plane (RHP) at loading 1.25 pu. Thus makes the system 
dynamically unstable. States predominantly contributing to this mode is E′d4. So this 
mode is responsible for initiating system instability. From Fig 6.25 it is observed that 
damping ratio of one of the dominant mode λ7,8, initially was at quite higher value, and 
was increasing with  generator loading until around 0.8 pu. Beyond that, it starts 
decreasing sharply. Therefore, this mode is critical for system instability. Participation 
factor identifies that this mode is related to turbine mechanical ωt, θs. While damping-
ratios of other two electromechanical mode for synchronous generator 2 & 3 make 
insignificant change with the increase in wind generation,  a noticeable increase in 
damping ratio of exciter mode λ9,10 (Efd1, Eq1) of Gen1 is observed whereas that for 
turbine mechanical mode λ7,8 started decreasing in the verge of system instability. 
 
To examine whether addition of wind generator to the AC system improves 
network damping or not, machine 4 is perturbed with a torque pulse of 30% magnitude 
and 250 msec duration and speed response of machine 2 and machine 3 are recorded. The 
responses for both (i) all synchronous, and (ii) wind generation are compared. As shown 
in Fig 6.27, improvement in network damping is quite significant when wind generators 
are integrated to the AC system.  
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Figure 6.27: Synchronous generator speed response to 30% torque pulse for 250ms at 
applied at machine 4. 
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CHAPTER 7 
 
MULTIMACHINE SYSTEM WITH ENERGY STORAGE 
DEVICES 
 
 
 
This chapter studies the impact of energy storage devices like STATCOM/SCESS, on the 
performance of the multimachine system. The inclusion of the control devices in the 
multimachine model is followed by simulation results.  
 
 
7.1 MULTIMACHINE SYSTEM MODEL WITH STATCOM/SCESS  
For the multimachine system mentioned at Chapter 5, let us consider STATCOM/SCESS 
is installed at the generator bus of each induction generator as shown in Fig 7.1. For 
symmetry and ease of formulation, let us consider that the STATCOM/SCESS is installed 
with each machine.  During simulation, injected STATCOM current (Ist) for non 
STATCOM machines are set equal to zero.  
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Figure 7.1: Simplified circuit diagram of induction generator installed with 
STATCOM/SCESS 
 
 
In Chapter 5, with the introduction of transformation matrix T1, the network 
quantities are transferred to machine reference frame. Thus, all the currents and voltages 
of STATCOM/SCESS are in the respective machine reference frame. This makes the 
treatment with STATCOM/SCESS controllers exactly same as the single machine infinite 
bus (SMIB) system described earlier. It is only required to embed properly 
STATCOM/SCESS currents (Ist) with the machine algebraic equations. The formulations 
are as follows – 
 
Looking from the machine side, current injected to the ith network bus is given by 
11L s s stI I V Y I= − +           (7.1) 
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Where, Ist is the current injected by the STATCOM. In d-q terms (7.1) can be written as 
11 11
11 11
ds Ld std ds
qs Lq stq qs
i I i vg b
i I i vb g
− −⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= + ⎢ ⎥−⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦       (7.2) 
 
Substitute (7.2) into stator voltage equation (5.9) and solve for vds and vqs  
1 1 1[ ] [ ]
ds d Ld std
qs q Lq stq
v e I i
C C A
v e I i
′ −⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= −′ −⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦       (7.3) 
C1 and A1 are as defined in Chapter 5. 
 
Terminal voltage for the ith machine is given by 
12B s LV V z I= −          (7.4) 
Breaking current and voltages into d-q coordinates (7.4) can be written as – 
1 1 1 1 1 1[ ] [ ] [ ]
Bd d Ld std
Bq q Lq stq
V e I I
C D C A C A
V e I I
′⎡ ⎤ ⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥ ⎢ ⎥= − + +′⎢ ⎥ ⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦ ⎣ ⎦     (7.5) 
Equation (7.5) is for individual machine and its d-q components can be written as 
11 12 21 22 31 32
13 14 23 24 33 34
Bd d q Ld Lq std stq
Bq d q Ld Lq std stq
V k e k e k I k I k I k I
V k e k e k I k I k I k I
′ ′= + − − + +
′ ′= + − − + +
    (7.6) 
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here, k11, k12, k13, k14, k21, k22, k23, k24, k31, k32, k33, and k34 are scalars whose value 
depends on system impedances and admittances. For n number of machine buses, the 
vector of bus voltages can be written as: 
11 12 21 22 31 32
13 14 23 24 33 34
BNd d LNd stNd
BNq q LNq stNq
V E I IK K K K K K
V E I IK K K K K K
′⎡ ⎤ ⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥ ⎢ ⎥= − +⎢ ⎥ ⎢ ⎥ ⎢ ⎥′⎢ ⎥ ⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦⎣ ⎦ ⎣ ⎦ ⎣ ⎦ ⎣ ⎦    (7.7) 
Where, 
1 2[ , ,....... ]
T
stNd std std stdnI I I I= ;  1 2[ , ,....... ]
T
stNq stq stq stqnI I I I= ; 
K31, K32, K33, and K34 are diagonal matrices whose elements are respectively k31, k32, 
k33, and k34 of each machine as mentioned in (7.6). 
 
At steady-state, STATCOMs are considered floating, i.e. IstNd = 0; IstNq = 0; 
Finally, substituting VBNd  & VBNq from (7.7) in (5.33) and solving for ILNd & ILNq we 
obtain, 
2 2 2 2 2 2[ ] [ ]
LNd d stNd
LNq q stNq
I E I
D A B D A F
I E I
′⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎢ ⎥ ⎢ ⎥ ⎢ ⎥= +′⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦     (7.8) 
 
Where, 
  
31 32
2
33 34
K K
F
K K
⎡ ⎤= ⎢ ⎥⎢ ⎥⎣ ⎦  
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All other quantities are as defined in Chapter 5. 
By substituting (7.8) in (7.3) an expression for Vds and Vqs, in terms of system states can 
be obtained as: 
1 ,
ds d std
qs q stq
V E I
f
V E I
′⎛ ⎞⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎜ ⎟⎢ ⎥ ⎢ ⎥ ⎢ ⎥= ⎜ ⎟′⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦⎝ ⎠        (7.9) 
Similarly, by substituting (7.8) & (7.9) in (7.2) an expression for Ids & Iqs in terms of 
states can be obtained as 
2 ,
ds d std
qs q stq
I E I
f
I E I
′⎛ ⎞⎡ ⎤ ⎡ ⎤ ⎡ ⎤⎜ ⎟⎢ ⎥ ⎢ ⎥ ⎢ ⎥= ⎜ ⎟′⎢ ⎥ ⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦ ⎣ ⎦⎝ ⎠        (7.10) 
The algebraic equations (7.9) & (7.10) along with differential equations (5.4 – 5.8), (5.12 
– 5.13), (5.16 – 5.18), and (4.6), (4.7), (4.10), (4.11) can be combined together to obtain 
state model of multimachine wind power system with STATCOM/SCESS as: 
( , )x f x u=?           (7.11) 
where,  
 
[ ω δ ω θ ]q d r fd t s std stq dc sc scx E E E i i V E i′ ′ ′ ′= , [ ψ ]ru m D ′= . 
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7.2 SIMULATION RESULTS 
The multimachine system shown in Figure 7.2 was simulated for studying the dynamic 
performance of STATCOM/SCESS. The generation and load data for the base case are 
given in Appendix B. It is assumed that approximately 23% of the total generation is 
supplied by the wind farm which has 50 generators with capacity of 2 MW each. In the 
load flow analysis, the induction generator (IG) is represented as a PV bus.  Steady-state 
calculation is performed to determine initial slip and reactive power consumed by the IG. 
At the IG terminal appropriate reactive power is provided by a fixed capacitor. Then, with 
the obtained loadflow solution, the generators are initialized by solving its set of 
differential algebraic equations with all time derivatives set equal to zero. All types of 
damping were disregarded to obtain worst-case scenario. 
 
 
Table 7.1: Operating points of multimachine wind system with STATCOM/SCESS 
SG1 SG2 SG3 IG 
௧ܸ ൌ 1.04ס0°pu 
Pg = 0.9055 pu 
Qg = 0.495 pu 
α= 4.44° 
௧ܸ ൌ 1.025ס1.42°pu 
Pg = 1.05 pu 
Qg = 0.389 pu 
α= 34.62° 
௧ܸ ൌ 1.04ס0°pu 
Pg = 0.5 pu 
Qg = 0.2816 pu 
α= 19.132° 
௧ܸ ൌ
1.015ס14.47°pu 
Pg = 0.75 pu 
Slip, so = - 1.357% 
αis the machine angle with respect to swing bus. MVAbase = 100. 
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Figure 7.2: Multimachine system configuration with STATCOM/SCESS 
 
 
Two cases with the wind generation system are simulated and compared – (i) 
without and (ii) with STATCOM/SCESS. As it was observed from the SMIB study that 
the performance of STATCOM/SCESS with decoupled P-Q control was better compared 
to STATCOM Q control only, so only P-Q control is considered here. The multimachine 
system is transiently perturbed by applying a bolted 3-phase fault at bus 10 for 150 msec. 
The fault is cleared by opening the line 10-6. 
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Figure 7.3: Terminal voltage response with no control on IG. Voltage profile for SG2 is in 
between SG1 & SG3. 
 
 
Figure 7.4: Terminal voltage response when IG is supported by STATCOM/SCESS. 
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terminal voltage and flux collapse. When the fault is cleared, it requires extra reactive 
power (Q) support for quick recovery of its flux and terminal voltage. For no control case, 
in the absence of such Q support, induction generator fails to recover its terminal voltage 
as can be seen in Fig 7.3. For the synchronous generators, with equipped automatic 
voltage regulator (AVR) action, terminal voltage is quickly recovered after the fault is 
cleared. 
In the case of IG aided by STATCOM/SCESS, the P-Q controller senses the 
deviation in local bus voltage and injects required reactive power to quickly restore the 
local bus voltage. This prevents IG terminal voltage collapse as shown in Fig 7.4. Fig 7.5 
shows the injected reactive power by the STATCOM/SCESS controller. 
 
 
Figure 7.5: Injected reactive power by the STATCOM/SCESS controller 
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Fig 7.6 shows the variation in induction generator rotor speed (∆ωr) (a) without 
any control, and (b) with STATCOM/SCESS respectively. With no control, the 
oscillations in rotor speed grows dangerously requiring temporary separation from the 
main AC system, where as with STATCOM/SCESS rotor speed remains under control 
which returns to operating values after brief oscillations. 
 
 
Figure 7.6: Variation in IG rotor speed, ∆ωr (a) no control, and (b) with 
STATCOM/SCESS. 
 
Fig 7.7 and 7.8 show the transients in generators’ output power without any 
control and with STATCOM/SCESS respectively. With no control, as the IG voltage and 
flux collapse, it also fails to generate power as shown in Fig 7.7. Whereas with 
0 0.5 1 1.5 2 2.5 3 3.5 4 4.5 5
-50
0
50
100
150
200
250
300
∆ω
r r
ad
/s
ec
time, (sec)
0 0.5 1 1.5 2 2.5 3 3.5 4 4.5 5
-0.4
-0.3
-0.2
-0.1
0
0.1
0.2
0.3
time, (sec)
∆ω
r r
ad
/s
ec
a
b
150 
 
STATCOM/SCESS IG power out remains almost constant and all the synchronous 
generators output power return to the operating values after some oscillations. 
Due to these power swings in the uncontrolled case, rotor speed swing also 
increases as can be seen in Fig 7.9.  However, aiding induction generator with 
STATCOM/SCESS this oscillations in rotor become very small and die down quickly. 
 
 
Figure 7.7: Generator power output with no control on IG 
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Figure 7.8: Generator power output with STATCOM/SCESS 
 
 
Figure 7.9: Comparison of synchronous generator angular speed variations with & 
without STATCOM/SCESS 
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Dynamic performance of wind generation system with simple STATCOM having 
Q control only was tested and compared with that of both P & Q control. Fig 7.10 shows 
the output power variation of the IG when the system was perturbed with the same fault 
as mentioned in Fig 7.8. From Fig 7.10 it is very clear that with P & Q control transients 
are much less that of with Q control only. This is attributed to the controller’s ability for 
compensating of real power in addition to reactive power. 
 
 
Figure 7.10: Comparison of performance between Q control, and both P & Q control of 
STATCOM/SCESS 
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these requirements. Since squirrel-cage induction generator (SCIG) based wind 
generators on their own have difficulty meeting these requirements, any controller 
providing FRT support would add a great value in the SCIG based wind generator 
operation. To this end, the proposed STATCOM/SCESS controller performance is tested 
to meet FRT requirement as mentioned in US Grid Code for wind generators. 
 
A bolted 3-phase fault is simulated at the grid connection point (bus 10) and the 
fault is cleared after 625 ms by tripping the line 6-10. Fig 7.11 shows the terminal voltage 
response when the induction generator is equipped with STATCOM/SCESS. It senses the 
deviation in terminal voltage and promptly injects required Q (reactive power) to restore 
the terminal voltage. There is almost negligible terminal voltage variation of IG, this 
exhibits excellent performance for meeting FRT requirement.  
 
Thus it is observed that squirrel-cage induction generator (SCIG) based wind 
generators when supported by STATCOM/SCESS can achieve significant withstand 
capability against grid fault. It experiences almost negligible rotor speed variation, 
maintains constant terminal voltage, and resumes delivery of smoothed (almost transient 
free) power to the grid immediately after the fault is cleared. 
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Figure 7.11: Terminal voltage response when the fault at grid bus 10 is cleared after 625 
ms by opening the line 6-10. 
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CHAPTER 8 
 
CONCLUSIONS 
 
 
8.1 SUMMARY AND CONCLUSIONS 
The impact of wind power infeed on dynamic performance of a power system is 
investigated through detailed modeling of wind generator system when it is connected (i) 
to an infinite grid, and (ii) to a finite grid system comprised of several synchronous 
machines. Induction generator based variable-speed wind generation system is considered 
here. The entire system model considers the dynamics of the turbine-generator rotating 
shaft system, generator electrical system, controllers, and the utility grid.  
 
For the dynamic model of multimachine wind-ac system, a general transformation 
matrix is defined for the transformation of machine and network quantities to a common 
reference frame.  In this work, network quantities are transformed to machine reference 
frame in order to facilitate controller design attached to generator terminal. Since the 
controller becomes local to the machine, its input/output variables do not require further 
reference frame transformation. 
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For each type of grid connection mentioned, both time domain and frequency 
domain analyses were performed to study transient and dynamic characteristics of the 
system. The considered systems are – A 4 machine 12 bus system, 10 machine 39 bus 
New England system as well as single machine infinite bus system.   
 
Eigenvalue analysis for both single machine as well as multimachine system 
revealed that the mode of instability of induction generator based wind generation system 
is different from that of conventional synchronous generator based AC system. For wind 
system, the modes responsible for system instability are: (i) rotor electrical, associated 
with e′d, and (ii) mechanical, associated with ωt and θs. Rotor electrical mode is generally 
non-oscillatory in contrast to lightly damped electromechanical mode of synchronous 
generator. The degree of coupling between rotor mechanical and electrical dynamics as 
reflected by the participation factors depends on the operating point.  
 
Through a number of simulation studies it is observed that wind turbine driven 
induction generators are vulnerable to transient disturbances like wind gust and fault on 
the system. The fixed capacitor located at the generator terminal cannot normally cater for 
the reactive power demand during the disturbance period.  Without support reactive 
power compensation scheme, unacceptable level of frequency and voltage transients may 
develop. These may lead to system separation even for smaller or mid-level disturbances.   
 
In this study, two reactive power compensation schemes have been proposed for 
dynamic performance improvement of the wind generation systems. These are –            
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(a) through variable susceptance control where the excitation capacitance is automatically 
adjusted depending on the stator terminal voltage variation, and (b) through STATCOM 
reactive power control, which maintains induction generator terminal voltage 
dynamically. Further improvement in transient profile has been brought in by 
incorporating additional PID control with scheme (a) and real power control in scheme 
(b) by supporting STATCOM with bulk energy storage devices. Two types of energy 
storage system (ESS) have been considered – BESS and SCESS. A decoupled P – Q 
control strategy has been implemented on STATCOM/ESS.  
 
It has been observed that both schemes (a) & (b) have good potential for providing 
excellent transient profile. The STATCOM, however, has been shown to provide superior 
performance. This is attributed to the STATCOM’s fast response capability and ability of 
independent reactive control. The best performance is obtained with STATCOM/ESS. It 
is observed that wind generators when supported by STATCOM/ESS can achieve 
significant withstand capability in the presence of grid fault. It experiences almost 
negligible rotor speed variation, maintains constant terminal voltage, and resumes 
delivery of smoothed (almost transient free) power to the grid immediately after the fault 
is cleared. 
 
With regard to grid integration, it is observed that tie-line impedance has significant 
influence on IG terminal voltage fluctuation following a disturbance in the system. Wind 
generator connected to the grid with larger tie-line impedance may be prone to frequent 
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terminal voltage collapse due to grid fault. In this case, local reactive compensation has 
been shown to be crucial.  
 
8.2 FURTHER STUDIES 
1. Other wind energy technologies like doubly-fed induction generator (DFIG), 
permanent magnet synchronous generator (PMSG) can be considered.  
2.  Auxiliary controls on synchronous generators and also turbine actions have not 
been considered. They could be included in further study. 
3. In the present study, loads are modeled as constant impedance. Extension can be 
made to consider frequency dependent loads or dynamic loads.  
4. Wind-generator system and the controllers developed in this study can be 
extended to simulate with RTDS (Real Time Digital Simulation) for 
electromagnetic transients.  
5. Other types of controller like fuzzy-logic, adaptive control etc. can be attempted 
for dynamic reactive compensation. 
6. Intelligent computation techniques can be adopted to tune controller parameters.  
7. Dynamic performance of wind generator system can be investigated employing 
other short term energy storage devices like superconducting magnetic energy 
storage (SMES), flywheel, etc. 
8. Pitch control can be applied in conjunction with generator side controls and 
overall system performance can be investigated. Additionally, reduction in 
required reactive as well as real power compensations can be examined. 
Appendix A 
 
 
 
Voltage behind Transient Reactance model of Induction Generator: Full order model  
 
Induction generator model is derived from the voltage-current-flux relations originally 
developed for induction motor [49]. In this thesis generator convention is used i.e. current 
flowing out of the machine is considered positive. With this convention, the dynamics of 
stator and rotor flux linkage components is synchronously rotating d-q reference frame 
are given by - 
ω 1 ( 1)
ω ω
ω 1 ( 2)
ω ω
1 ( 3)
ω
1 ( 4)
ω
e
s ds qs ds ds
b b
e
s qs ds qs qs
b b
r dr qr dr dr
b
r qr dr qr qr
b
R i v A
R i v A
R i s v A
R i s v A
− − Ψ + Ψ =
− + Ψ + Ψ =
− − Ψ + Ψ =
− + Ψ + Ψ =
?
?
?
?
 
The flux linkages and currents are related through: 
ds ss ds m dr
qs ss qs m qr
x i x i
x i x i
Ψ = − − ⎫⎪⎬⎪Ψ = − − ⎭
        (A5) 
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dr rr dr m ds
qr rr qr m qs
x i x i
x i x i
Ψ = − − ⎫⎪⎬⎪Ψ = − − ⎭
        (A6) 
The definition of transient reactance (x′), voltage behind transient reactance (e′d, e′q), and 
rotor time constant (T′o) give – 
 
1
1 1
s
m r
x x
x x
−⎛ ⎞′ = + +⎜ ⎟⎝ ⎠ ;  x′ is also called short circuit reactance, and the above can be 
simplified as- 
  
2
m
ss
rr
xx x
x
′ = −          (A7) 
Where,  
andss s m rr r mx x x x x x= + = +    which are also called open circuit reactance 
0
0
Rotor timeconstant
ω
rr
r
xT
R
′ =  
And  
;m md qr q dr
rr rr
x xe e
x x
′ ′= − Ψ = Ψ       (A8) 
Using (A6) & (A8) the rotor current can be represented in terms of e′d, e′q as 
q m
dr ds
m rr
e xi i
x x
′= − −  and       d mqr qs
m rr
e xi i
x x
′= −     (A9) 
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Similarly, using (A5) , (A7) & (A8) the stator flux linkage can be represented in terms of 
e′d, e′q as 
ds ds qx i e′ ′Ψ = − +      and    qs qs dx i e′ ′Ψ = − −      (A10) 
Substitute , , ,dr qr dr qri iΨ Ψ  from (A8) & (A9) in (A3) & (A4) to get 
ω ( ) ω ( ) ωqrr m rrq b r ds b d b dr
m m rr m
ex x xe R i s e v
x x x x
′′ ′= − − + − +?  
ω ( ) ω ωrr d m rrd b r qs b q b qr
m m rr m
x e x xe R i s e v
x x x x
′′ ′− = − − +?  
The above can be simplified to 
( )
0
1 ω ωmq q ss ds b d b dr
rr
xe e x x i s e v
T x
′ ′ ′ ′⎡ ⎤= − + − − +⎣ ⎦′?     (A11) 
( )
0
1 ω ωmd d ss qs b d b qr
rr
xe e x x i s e v
T x
′ ′ ′ ′⎡ ⎤= − − − + −⎣ ⎦′?     (A12) 
 
Using (A10) substitute dsΨ  & qsΨ  in (A1) & (A2) to get  
ω ω ( ) ωds q b s ds e qs d b dsx i e R i x i e v′ ′ ′ ′− + = + − − +? ?  
ω ω ( ) ωqs d b s qs e ds q b qsx i e R i x i e v′ ′ ′ ′− − = − − + +? ?  
 
Using (A11) & (A12), andd qe e′ ′? ?  can be eliminated from the above equations, and 
simplified to 
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( )
0
0
1 1 (1 )ωω ω
ω ω
b
ds ss b s ds b qs d
q b b m
ds dr
rr
si x x R i i e
x T x
e xv v
x T x x x
⎡ ⎤ −′ ′= − − + + +⎢ ⎥′ ′ ′⎣ ⎦
′− − +′ ′ ′ ′
?
      (A13) 
 
( )
0 0
1 1ω ω
ω ω ω(1 )
d
qs b ds ss b s qs
b b b m
q qs qr
rr
ei i x x R i
x T x T
xs e v v
x x x x
⎡ ⎤ ′′= − − − + +⎢ ⎥′ ′ ′ ′⎣ ⎦
′+ − − +′ ′ ′
?
     (A14) 
 
Equation (A11) – (A14) can be written in more compact form as- 
11 12 13 14 11 13
21 22 23 24 22 24
31 32 33 34 34
41 42 43 44 42
ds ds qs d q ds dr
qs ds qs d q qs qr
d ds qs d q qr
q ds qs d q dr
i A i A i A e A e B v B v
i A i A i A e A e B v B v
e A i A i A e A e B v
e A i A i A e A e B v
′ ′= + + + + +
′ ′= + + + + +
′ ′ ′= + + + +
′ ′ ′= + + + +
?
?
?
?
    (A15) 
 
Where, 
11 22 12 21 12
1 1 ( ) ω ; ω ;ss b s b
o
A x x R A A A A
x T
⎡ ⎤′= − − + = = = −⎢ ⎥′ ′⎣ ⎦
 
 163
13 24 13 14 23 14
ω 1 1(1 ) ; ; ;b
o o
A s A A A A A
x T x T x
= − = = − = = −′ ′ ′ ′ ′  
31 32 33 34
41 32 42 43 34 44 33
( ) 10; ; ; ω
( ) 1; 0; ω ;
ss
b
o o
ss
b
o o
x xA A A A s
T T
x xA A A A s A A A
T T
′−= = = − =′ ′
′−= − = − = = − = − = − =′ ′
 
11 22 13 24 34 42 34
ω ω ω; ; ;b m b m b
rr rr
x xb b b b b b b
x x x x
= − = = = = − = −′ ′
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Appendix B  
 
Wind generator system parameters 
 
 
 
TABLE B1: Data for Generator, transmission line, STATCOM, battery, supercapacitor, 
and turbine  
 
Induction Generator 
 
Stator resistance, Rs =  0.048 pu   
Rotor resistance, Rr   = 0.018 pu  
Stator reactance, xs  =  0.075 pu 
Rotor reactance, xr  =  0.12 pu 
Mutual reactance, xm  = 3.8 pu  
Damping ratio, D  = 0.00  
Inertia constant of generator, Hg  = 0.5 pu 
f = 60 Hz 
Vdr=0.0012 pu; Vqr=0.0015 pu 
 
  
Turbine 
 
Blade radius, R = 37.5m  
Air density, ρ = 1.225 kg/m3  
Gear-ratio = 1:75 
Pitch angle, β=0.  
Mean wind speed Vw=10m/sec 
Inertia constant of turbine, Ht  = 2.5 pu 
 
Transmission line (total) 
Resistance, R=0.1 pu 
Reactance, X=0.55 pu 
 
 
STATCOM Circuit 
 
Rst=0.01 pu;   Lst = 0.15 pu;   Cdc = 1 pu; 
 
 
Supercapacitor & dc-dc converter 
 
Lsc=0.18 pu;   Rsc=0.1 pu;    Csc=350 pu (2.1 Farad) 
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Multimachine system data 
 
 
 
TABLE B2: A 4-machine 12-bus system generation, load, and line data 
 
Generation and load data: nominal case 
 
 Generation Load 
Bus  
# 
Pg,  
MW 
Qg, 
MVAR 
PL, 
MW 
QL, 
MVAR
1 90.55 49.5   
2 105 38.93   
3 50 28.16   
4 75 0.0   
5   96.875 37.5 
6   65.625 31.25 
8   90.625 33.75 
12   60.938 18.75 
 
  
Line data on 100 MVA Base 
From 
bus 
To 
bus 
R (pu) X (pu) B/2 
(pu) 
1 7 0 0.05 0 
2 9 0 0.05 0 
4 10 0.08 0.4 0 
3 11 0 0.05 0 
11 12 0.018 0.1167 0.0175
11 5 0.009 0.10 0.035 
5 10 0.009 0.1167 0.035 
10 6 0.009 0.135 0.035 
6 9 0.009 0.1075 0.035 
9 8 0.009 0.11 0.049 
8 7 0 0.1333 0.035 
7 5 0.009 0.1333 0.035 
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TABLE B3: 4-Machine 12-bus system machine nominal operating points 
SG1 SG2 SG3 
 
IG 
 
 
௧ܸ ൌ 1.04ס0°pu 
Pg = 0.9055 pu 
Qg = 0.495 pu 
α= 4.44° 
 
௧ܸ ൌ 1.025ס1.42°pu 
Pg = 1.05 pu 
Qg = 0.389 pu 
α= 34.62° 
 
௧ܸ ൌ 1.04ס0°pu 
Pg = 0.5 pu 
Qg = 0.2816 pu 
α= 19.132° 
 
௧ܸ ൌ
1.015ס14.47°pu 
Pg = 0.75 pu 
Slip, so = - 1.357% 
α is the machine angle with respect to swing bus. MVAbase = 100. 
 
 
Synchronous Generators Data 
Xd =[0.1460    0.8953    1.3125     1.3125]'; Xq =[0.0969    0.8645    1.2578     1.2578]'; 
Xd′ =[0.0608   0.1198    0.1813     0.1813]'; Xq′ =[0.0969   0.1969    0.2500     0.2500]'; 
H =[23.64    6.4    3.01    3.01]';   Tdo′ =[8.96    6.0    5.89  5.89]'; 
Tqo′ =[0.31    0.535    0.60   0.60]';   Ka =[20    20    20     20]';       
Ta =[0.2   0.2    0.2   0.2]';    Rs =[0     0     0      0]';    
KE =[1     1     1      1]';   TE =[0.314    0.314    0.314    0.314]'; 
KF =[0.063    0.063    0.063    0.063]'; TF =[0.35    0.35    0.35       0.35]'; 
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Appendix C 
 
Modeling of STATCOM with Battery 
 
 
VSC mψ
stR
stL
dcI
1 sV 0∠ ?
dcV
stI
stV
battI
battV
4
bR dc
C
 
Figure C1: STATCOM with battery 
 
 
Figure C1 shows the section of STATCOM with a battery, which is connected to the 
system bus 1 by a transformer.  Rst and Lst represent the resistance and inductance of the 
transformer including STATCOM converter-losses, respectively. The battery is 
represented by an ideal DC voltage source Vbatt, and a resistor Rb. STATCOM is modeled 
as a controllable voltage source Vst=mVdc∠ψ, where m and ψ are the modulation index 
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and phase angle defined by VSC PWM. The dynamic current voltage relationship of the 
STATCOM is obtained from - 
ψstst st st dc s
diL R i mV V
dt
+ = ∠ −       (C1) 
Equation (C1) can be broken-up in synchronously rotating d-q reference frame and in pu 
it can be written as- 
ωω cosψ
ω
std st dc m
b std stq
st b st st
di R mV Vi i
dt L L L
⎛ ⎞= − + + −⎜ ⎟⎝ ⎠      (C2)
 
ωω sinψ
ω
stq st dc m
b std stq
b st st st
di R mV Vi i
dt L L L
⎛ ⎞= − − + −⎜ ⎟⎝ ⎠           (C3) 
When an inverter of a STATCOM operates in sinusoidal pulse with modulation mode 
(SPWM) mode, its output voltage must satisfy the following equations 
cosψxd dce V m=
         (C4) 
sinψxq dce V m=
 
The instantaneous active power on the ac side of is calculated by 
ac xd std xq stqP e i e i= +
         (C5) 
and the power on the dc side of the inverter can be expressed by: 
dc dc dcP V I=
          (C6) 
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Considering that the instantaneous active power exchanged between the ac and dc side of 
the inverter should be same , equation (C7) must hold: 
ac dcP P=
          (C7) 
Using KCL on the dc side we can have 
dc
dc batt dc
dVC I I
dt
= −
         (C8) 
Combining (C4), (C5), (C6), (C7) & (C8) the dynamic equation for the dc side with 
battery is obtained as: 
( )
( )
cosψ sinψ
cosψ sinψ
dc batt
std stq
dc dc
batt dc
std stq
dc b dc
dV Im i i
dt C C
V Vm i i
C R C
= − + +
−= − + +      (C9) 
Equation (C2), (C3) & (C9) represents dynamic model of STATCOM with battery energy 
storage system (STATCOM/BESS) 
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Modeling of STATCOM with Supercapacitor 
 
VSC mψ
dcC
scC
dc-dc 
converter
scL scR
stR
stL
3
mV
stI
stV 4
dcI
scI
 
Figure C2: STATCOM with Supercapacitor 
 
Figure C2 shows the section of STATCOM with a supercapacitor unit, which is 
connected to the system bus 2 by a transformer Tr. Applying KCL on the dc side we can 
have 
 
dc
dc dc sc
dVC I I
dt
= − −
         (C10) 
 171
Using power balance between ac and dc side of the STATCOM (i.e. Pdc=Pac) and 
following similar steps as STATCOM/BESS, the dynamic equation for the dc side with 
supercacitor can be obtained as: 
( )cosψ sinψdc scstd stq
dc dc
dV Im i i
dt C C
= − + −
      (C11) 
Considering dc-dc converter duty ratio (Dr), (C11) becomes  
 ( )cosψ sinψdc r scstd stq
dc dc
dV D Im i i
dt C C
= − + −
      (C12) 
  
 172
Appendix D 
 
 
LVRT Requirements of various Grid Codes 
 
 
 
Grid codes issued during the last years invariably demand that wind farm must withstand 
voltage dips to a certain percentage of the nominal voltage (down to 0% in some cases) 
and for a specified duration. Such requirements are known as Fault Ride Through (FRT) 
or Low Voltage Ride Through (LVRT) and are described by a voltage vs. time 
characteristics curve as shown in Fig D1. For clarity, LVRT requirements of some  
countries are shown here [100- 102]. The FRT requirements also include fast active and 
reactive power restoration to the prefault values after the system voltage returns to normal 
operation levels.  
 
As depicted in Fig D1, LVRT rule issued by Federal Energy Regulatory Commission 
(FERC), USA [100], says that if the voltage remains at a level greater than 15% of the 
nominal voltage for a period that does not exceed 0.625 seconds, the plant must stay 
online. Further, if the voltage returns to 90% of the nominal voltage within 3 seconds of 
the beginning of the voltage drop (with the voltage at any given time never falling below 
minimum voltage indicated by the solid line in Fig D1), the plant must stay online. Two 
key features of this regulation are: 
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1. A wind generating plant must have low voltage ride-through capacity down to 
15% of the rated line voltage for 0.625 seconds.  
2. A wind generating plant must be able to operate continuously at 90% of the rated 
line voltage, measured at the high voltage side of the wind plant substation 
transformer(s). 
According to grid code of Great Britain [103], the generator has to remain connected 
to the power system for atleast 140 ms when the voltage on the high voltage side of the 
transmission system is zero. 
Similarly, Spanish grid code [104], says that the wind generator has to remain 
connected to the power system at least until 500 ms after the occurrence of a fault during 
which the PCC voltage is 20% of the nominal value. 
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Appendix E 
 
Linearization Coefficients of Multimachine System 
 
 
The linearized model of the multimachine system is given by 
sysX A X BU= +?          (D1) 
, [ ω δ ω θ ] [ ]T Tq d fd t t m refwhere X E E E and U T V′ ′= ∆ ∆ ∆ ∆ ∆ ∆ ∆ = ∆ ∆  
11 12 14 15
21 22 24
31 32 33 34
43
51 52 54 55
0
0 0
0
0 0 0 0
0
sys
As As As As
As As As
A As As As As
As
As As As As
⎡ ⎤⎢ ⎥⎢ ⎥⎢ ⎥= ⎢ ⎥⎢ ⎥⎢ ⎥⎣ ⎦
     (D2) 
The expression for the matrix elements are: 
 
11 12 13 12 12 14 13 11
13 15 14 13 13 15 11
;
; ;
s e e s e e
s e s e s e
A A A N A A A N
A A A A N A A
= + = +
= = =
 
21 23 22 22 22 21 22 21 23 24
24 22 23 25
; ; ;
; 0
s e e s e e s e
s e s
A A A N A A A N A A
A A N A
= + = + =
= =
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31 32 33 12 34 22 32 31 33 11 34 21
33 34 33 13 34 23
;
( );
s e e e s e e e
s e e
A A A N A N A A A N A N
DAs diag A A N A N
M
= + + = + +
= − = +
 
43 (ω )s bA diag=  
51 51 32 52 42 52 51 31 52 41
54 51 33 52 43 55
; ;
1; ( )
s e e s e e
s e e
A
A A N A N A A N A N
A A N A N As diag
T
= + = +
= + = −
 
Where, 
11 12 13
14 15 10
1 1; ;
( , ) ω ; ( , ) ω ( )
d d
e e e
do do do
e o o e o d
x xA diag A diag A diag
T T T
A ng ng s A ng ng E ng
⎛ ⎞ ⎛ ⎞ ⎛ ⎞′−= = − = −⎜ ⎟ ⎜ ⎟ ⎜ ⎟′ ′ ′⎝ ⎠ ⎝ ⎠ ⎝ ⎠
= − =
 
21 22
1 ; q qe e
qo qo
x x
A diag A diag
T T
⎛ ⎞ ⎛ ⎞′−= − =⎜ ⎟ ⎜ ⎟⎜ ⎟ ⎜ ⎟′ ′⎝ ⎠ ⎝ ⎠
 
23 23
24 24 10
( ); ( , ) ω
( ); ( , ) ω ( )
e e o o
e e o q
A zeros ng with A ng ng s
A zeros ng with A ng ng E ng
= =
= = −
 
00
31 32
0 0 0 0
33 34
( ); ( );
( ) ( )
( ); ( )
qd
d q d q q q d d
IIAe diag Ae diag
M M
E x x I E x x I
Ae diag Ae diag
M M
= − = −
′ ′ ′ ′ ′ ′+ − + −= − = −
 
00
51 52
0 0
( ); ( )qA d A
A t A t
vK v KAe diag Ae diag
T v T v
= − = −  
 177
31 11 1 21 32 12 1 22
33 13 1 23
;s q s q
s q
N I R N X N N R N X N
N R N X N
= − + = − +
= − +
 
41 21 1 11 42 22 1 12
43 23 1 13
s d s d
s d
N R N X N N I R N X N
N R N X N
= − − = − −
= − −
 
 
11 12 13
21 22 23
[ ( 1)]( 2)
N N N
inv Nx Nx
N N N
⎡ ⎤ =⎢ ⎥⎢ ⎥⎣ ⎦
 
 
Where, 
1 1 1 1 1 1 1 1 2
1 1 1 1 1 1 1 1 2
( ) ( )
1 2
( ) ( )
s d q s
d s s q
I G R B X G X B R G B G
Nx and Nx
G X B R I G R B X B G B
+ − − + −⎡ ⎤ ⎡ ⎤⎢ ⎥= = ⎢ ⎥⎢ ⎥+ + − ⎢ ⎥⎣ ⎦⎣ ⎦
 
 
1 1( ); ( ); ( )s s d d q qR diag r X diag x X diag x′ ′= = =
 
 
1 3 2
1 2
4 6 5
;
m m m
M M
m m m
⎡ ⎤ ⎡ ⎤= =⎢ ⎥ ⎢ ⎥⎢ ⎥ ⎢ ⎥⎣ ⎦ ⎣ ⎦
 
1 1 1 1 2 2 2 2G real( M ); B imag( M ); G real( M ); B imag( M )= = = =  
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Appendix F 
 
Aggregated Model Representation 
 
Application of the aggregation techniques to a fixed-speed machine can be realized as an 
algebraic (i.e. scalar) addition of the swing equation for N turbines of the wind farm [57]. 
This is given in pu (on machine rating) in (E.1). 
 
ω2 agg agg aggm e
dH P P
dt
= −        (E.1) 
Where, 
1 1 1
; ;
N N N
agg agg agg
i m mi e ei
i i i
H H P P and P P
= = =
= = =∑ ∑ ∑  
31 ωρ (λ) λ
2mi air p
RP v C and
v
= =
 
 
Fig E.1 shows the schematic representation of an aggregated wind turbine. The 
aggregated mechanical torque corresponding to aggregated mechanical power aggmP  drives 
the aggregated inertia constants aggH  of the turbines and the generator. In the aggregated 
model, aggIGZ is the aggregated impedance of the wind turbine generator, 
agg
TrZ  is the 
aggregated impedance of the generator transformer and aggCX  is the reactance of the 
power factor correction capacitors. The aggregated impedances are given in (E.2) 
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assuming the turbines have the same electrical parameters. If the electrical parameters are 
different, then the aggregated impedance for the wind turbine generator can be obtained 
in a similar way to that used for aggregating induction motors. It is also important that the 
aggregated model provides the same fault-current contribution at the grid connection 
point A. For this condition to be valid, the impedance seen at point A looking into the 
wind-farm should be same before and after the aggregation [57]. 
 
 
2CX
2TrZ 2IG
Z
CNX
TrNZ IGNZ
A
Network
supply point 1C
X
1TrZ 1IGZ
A
Network
supply point
agg
CX
agg
TrZ
agg
IGZ
 
 
Figure E.1: Aggregated model of N fixed speed wind turbines 
 
 
agg Tr
Tr
ZZ
N
= ;  agg IGIG ZZ N= ; and 
agg C
C
XX
N
=
      (E.2) 
Where, ( , , , , )IG s r m s rZ f x x x R R=  
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Determination of the number of WTs and calculation of pu values 
 
The generated power output of a fixed-speed wind turbine is directly related to the 
wind speed. Depending on local wind conditions, wind turbines may not operate at rated 
values. If each IG of y MW rated capacity is operating at x% of its rated value then to 
obtain a total of Ptot MW from a wind farm, required number of identical IGs is given by 
 
( /100)
totPN
x y
=
 
 
IG parameters of each machine are usually given in pu values based on its own machine 
rating. The pu values of equivalent IG in terms of system base are given by 
 
2
1[ , , , , ] [ , , , , ]
system machine
agg agg agg agg agg Base Base
s r m s r s r m s r machine system
Base Base
MVA KVx x x R R x x x R R
N MVA KV
⎛ ⎞ ⎛ ⎞= × × ×⎜ ⎟ ⎜ ⎟⎝ ⎠ ⎝ ⎠  
 
[ , , ] [ , , ]
machine
agg agg agg Base
t m s t m s system
Base
MVAH H K H H K N
MVA
⎛ ⎞= × ×⎜ ⎟⎝ ⎠  
Where,  
, , , , , , ,s r m s r t m sx x x R R H H K  are the values in terms of machine base. 
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